
 
 

March 21, 2014 

 

 

With the passage of The Public Health Amendment Act (Howard’s Law), Saskatchewan has 

become the first province in Canada to require the mandatory reporting of public buildings that 

are known to contain asbestos.  

 

As part of its normal process to regularly review facilities that have asbestos in them, the 

University of Regina contracted Bersch & Associates Ltd. to conduct assessments of its 

buildings that were constructed prior to 1985. The purpose of the assessment was to identify and 

assess all suspected Asbestos Containing Materials (ACM) located within each facility and note 

any concerns relating to the ACM identified. The assessment is complete and our attached 

inventory of asbestos containing material is up-to-date. All asbestos found during the assessment 

process that may have posed risk has been safely and effectively managed.  The remainder does 

not pose any risk as asbestos is safe if it remains undamaged or undisturbed in such a way that it 

does not release fibres into the air. Additionally, all spaces audited are now labeled and areas 

with asbestos containing material that have the potential to become friable continue to be 

monitored annually to ensure they do not pose a risk. 

 

We understand that students, faculty, staff and members of the public may have questions about 

this issue and the safety regarding this kind of work on campus. To help answer your questions 

and find out more about ACM and where it is found in our buildings, please refer to the 

information located at: 

http://www.uregina.ca/hr/hse/general_safety/asbestos-containing-materials.html 

 

Thank you, 

 

Nelson Wagner  

Associate Vice-President Facilities Management 

http://www.uregina.ca/hr/hse/general_safety/asbestos-containing-materials.html


Asbestos - Department Of Labour Report
Filter Criteria: Asbestos Type <> "None" or Blank, Asbestos is Not Removed

Room # Sample Date
Asbestos 

Type Testing CompanyTradename ACM Product

Building Name: Administration-Humanities

Floor: Basement

26-Apr-12 Chrysotile Bersch & Associates LTDTransite PipeAH39-55

Floor: First Floor

16-Apr-12 Chrysotile Bersch & Associates LTDStipple Ceiling TextureAH101.1

16-Apr-12 Chrysotile Bersch & Associates LTDStipple Ceiling TextureAH106.1

16-Apr-12 Chrysotile Bersch & Associates LTDStipple Ceiling TextureAH106.1.3

16-Apr-12 Chrysotile Bersch & Associates LTDStipple Ceiling TextureAH106.1.3.1

16-Apr-12 Chrysotile Bersch & Associates LTDStipple Ceiling TextureAH106.1.3.2

16-Apr-12 Chrysotile Bersch & Associates LTDStipple Ceiling TextureAH106.2.1

16-Apr-12 Chrysotile Bersch & Associates LTDStipple Ceiling TextureAH106.2.3

18-Apr-12 Chrysotile Bersch & Associates LTDPipeline Fitting CompoundAH115

18-Apr-12 Chrysotile Bersch & Associates LTDMud CompoundAH115

18-Apr-12 Chrysotile Bersch & Associates LTDPipeline Fitting CompoundAH115

16-Apr-12 Chrysotile Bersch & Associates LTDStipple Ceiling TextureAH118.1

18-Apr-12 Chrysotile Bersch & Associates LTDWall BoardAH123

18-Apr-12 Chrysotile Bersch & Associates LTDWall BoardAH123.1

Floor: Fifth Floor

26-Apr-12 Chrysotile Bersch & Associates LTDStipple Ceiling TextureAH527

Building Name: College Building (College Ave)

Floor: Basement

11-Jan-12 Chrysotile Bersch & Associates LTDPipeline Fitting CompoundCB005

11-Jan-12 Chrysotile Bersch & Associates LTDPipeline Fitting CompoundCB009

11-Jan-12 Chrysotile Bersch & Associates LTDPipeline Fitting CompoundCB009.1

06-Jan-12 Chrysotile Bersch & Associates LTDBoiler GasketCB012

06-Jan-12 Chrysotile Bersch & Associates LTDVinyl Floor TileCB013

06-Jan-12 Chrysotile Bersch & Associates LTDVinyl Floor TileCB015

11-Jan-12 Chrysotile Bersch & Associates LTDLineal Pipe InsulationCB017

11-Jan-12 Chrysotile Bersch & Associates LTDVinyl Floor TileCB017

11-Jan-12 Chrysotile Bersch & Associates LTDLineal Pipe  InsulationCB017.1

11-Jan-12 Chrysotile Bersch & Associates LTDVinyl Floor TileCB017.1

11-Jan-12 Chrysotile Bersch & Associates LTDVinyl Floor TileCB019

11-Jan-12 Chrysotile Bersch & Associates LTDVinyl Floor TileCB019.1

Floor: Second Floor

06-Jan-12 Chrysotile Bersch & Associates LTDElectrical CableCB214

06-Jan-12 Chrysotile Bersch & Associates LTDElectrical CableCB214.5

06-Jan-12 Chrysotile Bersch & Associates LTDFloor Leveling CompoundCB216

Floor: Third Floor

13-Jan-12 Chrysotile Bersch & Associates LTDLineal Pipe InsulationCB314

13-Jan-12 Chrysotile Bersch & Associates LTDLineal Pipe InsulationCB317
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Room # Sample Date
Asbestos 

Type Testing CompanyTradename ACM Product

Floor: Fourth Floor

13-Jan-12 Chrysotile Bersch & Associates LTDPipeline Fitting CompoundCB401

Floor: Fifth Floor

13-Jan-12 Chrysotile Bersch & Associates LTDLineal Pipe InsulationCB500.5

13-Jan-12 Chrysotile Bersch & Associates LTDLineal Pipe InsulationCB501

Floor: Attic

13-Jan-12 Chrysotile Bersch & Associates LTDLineal Pipe Insulation

13-Jan-12 Chrysotile Bersch & Associates LTDLineal Pipe  InsulationCBAttic

Building Name: Centre for Kinesiology, Health and Sport

Floor: Basement

25-Jan-12 Chrysotile Bersch & Associates LTDTransite Pipe

25-Jan-12 Chrysotile Bersch & Associates LTDPipeline Fitting CompoundCK001

02-Mar-12 Chrysotile Bersch & Associates LTDPipeline Fitting CompoundCK001.2

25-Jan-12 Chrysotile Bersch & Associates LTDTransite PipeCK001.2

25-Jan-12 Chrysotile Bersch & Associates LTDTransite PipeCK001.3

02-Mar-12 Chrysotile Bersch & Associates LTDPipeline Fitting CompoundCK010

02-Mar-12 Chrysotile Bersch & Associates LTDPipeline Fitting CompoundCK010

02-Mar-12 Chrysotile Bersch & Associates LTDPipeline Fitting CompoundCK010

02-Mar-12 Chrysotile Bersch & Associates LTDPipeline Fitting CompoundCK011

25-Jan-12 Chrysotile Bersch & Associates LTDPipeline Fitting CompoundCK012

01-Mar-12 Chrysotile Bersch & Associates LTDDebrisCK012

25-Jan-12 Chrysotile Bersch & Associates LTDPipeline Fitting CompoundCK012

25-Jan-12 Chrysotile Bersch & Associates LTDPipeline Fitting CompoundCK012

25-Jan-12 Chrysotile Bersch & Associates LTDPipeline Fitting CompoundCK012

25-Jan-12 Chrysotile Bersch & Associates LTDMud CompoundCK012

01-Mar-12 Chrysotile Bersch & Associates LTDPipeline Fitting CompoundCK012

25-Jan-12 Chrysotile Bersch & Associates LTDMud CompoundCK012

25-Jan-12 Chrysotile Bersch & Associates LTDTransite PipeCK012

01-Mar-12 Chrysotile Bersch & Associates LTDPipeline Fitting CompoundCK012

01-Mar-12 Chrysotile Bersch & Associates LTDPipeline Fitting CompoundCK012

02-Mar-12 Chrysotile Bersch & Associates LTDMud CompoundCK013

02-Mar-12 Chrysotile Bersch & Associates LTDPipeline Fitting CompoundCK013

25-Jan-12 Chrysotile Bersch & Associates LTDTransite PipeCK013

29-Feb-12 Chrysotile Bersch & Associates LTDPipeline Fitting CompoundCKD4-D6

02-Mar-12 Chrysotile Bersch & Associates LTDPipeline Fitting CompoundCKD4-D6

02-Mar-12 Chrysotile Bersch & Associates LTDPipeline Fitting CompoundCKF2

27-Jan-12 Chrysotile Bersch & Associates LTDDebrisCKF6-F7

27-Jan-12 Chrysotile Bersch & Associates LTDDebrisCKF6-F7

27-Jan-12 Chrysotile Bersch & Associates LTDPipeline Fitting CompoundCKG6

27-Jan-12 Chrysotile Bersch & Associates LTDPipeline Fitting CompoundCKG6

Floor: First Floor

25-Jan-12 Chrysotile Bersch & Associates LTDPipeline Fitting CompoundCK101.3

25-Jan-12 Chrysotile Bersch & Associates LTDTransite PipeCK117

27-Feb-12 Chrysotile Bersch & Associates LTDPipeline Fitting CompoundCK146.1
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Room # Sample Date
Asbestos 

Type Testing CompanyTradename ACM Product

27-Feb-12 Chrysotile Bersch & Associates LTDPipeline Fitting CompoundCK151

25-Jan-12 Chrysotile Bersch & Associates LTDPipeline Fitting CompoundCK154

25-Jan-12 Chrysotile Bersch & Associates LTDMud CompoundCK154

25-Jan-12 Chrysotile Bersch & Associates LTDPipeline Fitting CompoundCK155

25-Jan-12 Chrysotile Bersch & Associates LTDTransite PipeCK158

Floor: Second Floor

25-Jan-12 Chrysotile Bersch & Associates LTDTransite PipeCK206

25-Jan-12 Chrysotile Bersch & Associates LTDTransite PipeCK206.1

25-Jan-12 Chrysotile Bersch & Associates LTDTransite PipeCK210

25-Jan-12 Chrysotile Bersch & Associates LTDTransite PipeCK210.1

25-Jan-12 Chrysotile Bersch & Associates LTDTransite PipeCK210.6

25-Jan-12 Chrysotile Bersch & Associates LTDTransite PipeCK210.7

Building Name: Classroom Building

Floor: Basement

19-Apr-12 Chrysotile Bersch & Associates LTDVinyl Asbestos TileCL001.1

19-Apr-12 Chrysotile Bersch & Associates LTDTransite PipeCLH7

19-Apr-12 Chrysotile Bersch & Associates LTDTransite PipeCLN2

26-Apr-12 Chrysotile Bersch & Associates LTDPipeline Fitting CompoundCLN3

26-Apr-12 Chrysotile Bersch & Associates LTDPipeline Fitting CompoundCLV2

26-Apr-12 Chrysotile Bersch & Associates LTDPipeline Fitting CompoundCLV2

Floor: First Floor

26-Apr-12 Chrysotile Bersch & Associates LTDPipeline Fitting CompoundCL101

26-Apr-12 Chrysotile Bersch & Associates LTDPipeline Fitting CompoundCL101

19-Apr-12 Chrysotile Bersch & Associates LTDVinyl Asbestos TileCL101.4

19-Apr-12 Chrysotile Bersch & Associates LTDVinyl Asbestos TileCL102.1

19-Apr-12 Chrysotile Bersch & Associates LTDVinyl Asbestos TileCL103

19-Apr-12 Chrysotile Bersch & Associates LTDVinyl Asbestos TileCL105

26-Apr-12 Chrysotile Bersch & Associates LTDPipeline Fitting CompoundCL106.1

26-Apr-12 Chrysotile Bersch & Associates LTDPipeline Fitting CompoundCL107.1

26-Apr-12 Chrysotile Bersch & Associates LTDPipeline Fitting CompoundCL109

26-Apr-12 Chrysotile Bersch & Associates LTDPipeline Fitting CompoundCL109

19-Apr-12 Chrysotile Bersch & Associates LTDVinyl Asbestos TileCL111

19-Apr-12 Chrysotile Bersch & Associates LTDVinyl Asbestos TileCL111.1

19-Apr-12 Chrysotile Bersch & Associates LTDVinyl Asbestos TileCL111.1.1

19-Apr-12 Chrysotile Bersch & Associates LTDPipeline Fitting CompoundCL113.1

19-Apr-12 Chrysotile Bersch & Associates LTDPipeline Fitting CompoundCL113.2

24-Apr-12 Chrysotile Bersch & Associates LTDPipeline Fitting CompoundCL114

24-Apr-12 Chrysotile Bersch & Associates LTDPipeline Fitting CompoundCL114

24-Apr-12 Chrysotile Bersch & Associates LTDMud compoundCL114

19-Apr-12 Chrysotile Bersch & Associates LTDVinyl Asbestos TileCL115

19-Apr-12 Chrysotile Bersch & Associates LTDVinyl Asbestos TileCL115.1

24-Apr-12 Chrysotile Bersch & Associates LTDPipeline Fitting CompoundCL116

24-Apr-12 Chrysotile Bersch & Associates LTDPipeline Fitting CompoundCL118

19-Apr-12 Chrysotile Bersch & Associates LTDVinyl Asbestos TileCL119
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Room # Sample Date
Asbestos 

Type Testing CompanyTradename ACM Product

19-Apr-12 Chrysotile Bersch & Associates LTDVinyl Asbestos TileCL121

19-Apr-12 Chrysotile Bersch & Associates LTDVinyl Asbestos TileCL122

19-Apr-12 Chrysotile Bersch & Associates LTDVinyl Asbestos TileCL123

19-Apr-12 Chrysotile Bersch & Associates LTDVinyl Asbestos TileCL124

19-Apr-12 Chrysotile Bersch & Associates LTDVinyl Asbestos TileCL125

19-Apr-12 Chrysotile Bersch & Associates LTDVinyl Asbestos TileCL126.1

24-Apr-12 Chrysotile Bersch & Associates LTDHeat Shield MaterialCL126.1

19-Apr-12 Chrysotile Bersch & Associates LTDVinyl Asbestos TileCL127

19-Apr-12 Chrysotile Bersch & Associates LTDVinyl Asbestos TileCL128

24-Apr-12 Chrysotile Bersch & Associates LTDPipeline Fitting CompoundCL129.4

19-Apr-12 Chrysotile Bersch & Associates LTDVinyl Asbestos TileCL129.9

24-Apr-12 Chrysotile Bersch & Associates LTDPipeline Fitting CompoundCL129.9

24-Apr-12 Chrysotile Bersch & Associates LTDPipeline Fitting CompoundCL129.9

24-Apr-12 Chrysotile Bersch & Associates LTDPipeline Fitting CompoundCL129.9

19-Apr-12 Chrysotile Bersch & Associates LTDVinyl Asbestos TileCL130

19-Apr-12 Chrysotile Bersch & Associates LTDVinyl Asbestos TileCL131

19-Apr-12 Chrysotile Bersch & Associates LTDVinyl Asbestos TileCL132

24-Apr-12 Chrysotile Bersch & Associates LTDPipeline Fitting CompoundCL133

24-Apr-12 Chrysotile Bersch & Associates LTDPipeline Fitting CompoundCL135

19-Apr-12 Chrysotile Bersch & Associates LTDVinyl Asbestos TileCL135

24-Apr-12 Chrysotile Bersch & Associates LTDPipeline Fitting CompoundCL135.1

24-Apr-12 Chrysotile Bersch & Associates LTDPipeline Fitting CompoundCL135.2

19-Apr-12 Chrysotile Bersch & Associates LTDVinyl Asbestos TileCL135.4

24-Apr-12 Chrysotile Bersch & Associates LTDHeat Shield MaterialCL140

Floor: Second Floor

19-Apr-12 Chrysotile Bersch & Associates LTDVinyl Asbestos TileCL201

19-Apr-12 Chrysotile Bersch & Associates LTDVinyl Asbestos TileCL201.4

19-Apr-12 Chrysotile Bersch & Associates LTDVinyl Asbestos TileCL205

19-Apr-12 Chrysotile Bersch & Associates LTDVinyl Asbestos TileCL209

19-Apr-12 Chrysotile Bersch & Associates LTDVinyl Asbestos TileCL217

19-Apr-12 Chrysotile Bersch & Associates LTDVinyl Asbestos TileCL218

19-Apr-12 Chrysotile Bersch & Associates LTDVinyl Asbestos TileCL221

19-Apr-12 Chrysotile Bersch & Associates LTDVinyl Asbestos TileCL222

19-Apr-12 Chrysotile Bersch & Associates LTDVinyl Asbestos TileCL223

19-Apr-12 Chrysotile Bersch & Associates LTDVinyl Asbestos TileCL224

19-Apr-12 Chrysotile Bersch & Associates LTDVinyl Asbestos TileCL225

19-Apr-12 Chrysotile Bersch & Associates LTDVinyl Asbestos TileCL227

19-Apr-12 Chrysotile Bersch & Associates LTDVinyl Asbestos TileCL232

19-Apr-12 Chrysotile Bersch & Associates LTDVinyl Asbestos TileCL233

19-Apr-12 Chrysotile Bersch & Associates LTDVinyl Asbestos TileCL234

19-Apr-12 Chrysotile Bersch & Associates LTDVinyl Asbestos TileCL236

19-Apr-12 Chrysotile Bersch & Associates LTDVinyl Asbestos TileCL253

19-Apr-12 Chrysotile Bersch & Associates LTDVinyl Asbestos TileCL253.1

Floor: Third Floor
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Room # Sample Date
Asbestos 

Type Testing CompanyTradename ACM Product

24-Apr-12 Chrysotile Bersch & Associates LTDPipeline Fitting CompoundCL301

24-Apr-12 Chrysotile Bersch & Associates LTDPipeline Fitting CompoundCL301.3

24-Apr-12 Chrysotile Bersch & Associates LTDWindow LedgeCL305

24-Apr-12 Chrysotile Bersch & Associates LTDWindow LedgeCL306.1A

24-Apr-12 Chrysotile Bersch & Associates LTDWindow LedgeCL306.3

24-Apr-12 Chrysotile Bersch & Associates LTDWindow LedgeCL306.4

24-Apr-12 Chrysotile Bersch & Associates LTDWindow LedgeCL312

24-Apr-12 Chrysotile Bersch & Associates LTDWindow LedgeCL316

24-Apr-12 Chrysotile Bersch & Associates LTDWindow LedgeCL316.1

24-Apr-12 Chrysotile Bersch & Associates LTDWindow LedgeCL317

24-Apr-12 Chrysotile Bersch & Associates LTDWindow LedgeCL318

24-Apr-12 Chrysotile Bersch & Associates LTDWindow LedgeCL322

24-Apr-12 Chrysotile Bersch & Associates LTDWindow LedgeCL322.1

24-Apr-12 Chrysotile Bersch & Associates LTDWindow LedgeCL325.1

24-Apr-12 Chrysotile Bersch & Associates LTDWindow LedgeCL325.2

24-Apr-12 Chrysotile Bersch & Associates LTDWindow LedgeCL325.3

24-Apr-12 Chrysotile Bersch & Associates LTDWindow LedgeCL326

24-Apr-12 Chrysotile Bersch & Associates LTDWindow LedgeCL327

24-Apr-12 Chrysotile Bersch & Associates LTDWindow LedgeCL328

24-Apr-12 Chrysotile Bersch & Associates LTDWindow LedgeCL329

24-Apr-12 Chrysotile Bersch & Associates LTDWindow LedgeCL331

24-Apr-12 Chrysotile Bersch & Associates LTDWindow LedgeCL333

24-Apr-12 Chrysotile Bersch & Associates LTDWindow LedgeCL335

24-Apr-12 Chrysotile Bersch & Associates LTDWindow LedgeCL336

24-Apr-12 Chrysotile Bersch & Associates LTDWindow LedgeCL338

24-Apr-12 Chrysotile Bersch & Associates LTDWindow LedgeCL339

24-Apr-12 Chrysotile Bersch & Associates LTDWindow LedgeCL340

24-Apr-12 Chrysotile Bersch & Associates LTDWindow LedgeCL340.1

24-Apr-12 Chrysotile Bersch & Associates LTDWindow LedgeCL340.2

24-Apr-12 Chrysotile Bersch & Associates LTDWindow LedgeCL343

24-Apr-12 Chrysotile Bersch & Associates LTDWindow LedgeCL343.1

24-Apr-12 Chrysotile Bersch & Associates LTDWindow LedgeCL343.2

24-Apr-12 Chrysotile Bersch & Associates LTDWindow LedgeCL343.3

24-Apr-12 Chrysotile Bersch & Associates LTDWindow LedgeCL343.4

24-Apr-12 Chrysotile Bersch & Associates LTDWindow LedgeCL345

Floor: Fourth Floor

19-Apr-12 Chrysotile Bersch & Associates LTDVinyl Asbestos TileCL401

19-Apr-12 Chrysotile Bersch & Associates LTDPipeline Fitting CompoundCL401.1

19-Apr-12 Chrysotile Bersch & Associates LTDVinyl Asbestos TileCL401.1

19-Apr-12 Chrysotile Bersch & Associates LTDMud compoundCL401.1

19-Apr-12 Chrysotile Bersch & Associates LTDVinyl Asbestos TileCL401.2

19-Apr-12 Chrysotile Bersch & Associates LTDVinyl Asbestos TileCL401.3

24-Apr-12 Chrysotile Bersch & Associates LTDWindow LedgeCL407

19-Apr-12 Chrysotile Bersch & Associates LTDVinyl Asbestos TileCL407
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Room # Sample Date
Asbestos 

Type Testing CompanyTradename ACM Product

19-Apr-12 Chrysotile Bersch & Associates LTDVinyl Asbestos TileCL408

24-Apr-12 Chrysotile Bersch & Associates LTDWindow LedgeCL408

19-Apr-12 Chrysotile Bersch & Associates LTDVinyl Asbestos TileCL409

24-Apr-12 Chrysotile Bersch & Associates LTDWindow LedgeCL410

19-Apr-12 Chrysotile Bersch & Associates LTDVinyl Asbestos TileCL410

24-Apr-12 Chrysotile Bersch & Associates LTDWindow LedgeCL411

24-Apr-12 Chrysotile Bersch & Associates LTDWindow LedgeCL411.2

24-Apr-12 Chrysotile Bersch & Associates LTDWindow LedgeCL411.3

24-Apr-12 Chrysotile Bersch & Associates LTDWindow LedgeCL411.4

24-Apr-12 Chrysotile Bersch & Associates LTDWindow LedgeCL411.5

19-Apr-12 Chrysotile Bersch & Associates LTDVinyl Asbestos TileCL414

24-Apr-12 Chrysotile Bersch & Associates LTDWindow LedgeCL416

19-Apr-12 Chrysotile Bersch & Associates LTDVinyl Asbestos TileCL416

24-Apr-12 Chrysotile Bersch & Associates LTDWindow LedgeCL417

19-Apr-12 Chrysotile Bersch & Associates LTDVinyl Asbestos TileCL417

19-Apr-12 Chrysotile Bersch & Associates LTDVinyl Asbestos TileCL418

24-Apr-12 Chrysotile Bersch & Associates LTDWindow LedgeCL418

19-Apr-12 Chrysotile Bersch & Associates LTDVinyl Asbestos TileCL419

19-Apr-12 Chrysotile Bersch & Associates LTDVinyl Asbestos TileCL420

24-Apr-12 Chrysotile Bersch & Associates LTDWindow LedgeCL420

19-Apr-12 Chrysotile Bersch & Associates LTDVinyl Asbestos TileCL421

24-Apr-12 Chrysotile Bersch & Associates LTDWindow LedgeCL423

19-Apr-12 Chrysotile Bersch & Associates LTDVinyl Asbestos TileCL423

19-Apr-12 Chrysotile Bersch & Associates LTDVinyl Asbestos TileCL424

24-Apr-12 Chrysotile Bersch & Associates LTDWindow LedgeCL426

24-Apr-12 Chrysotile Bersch & Associates LTDWindow LedgeCL426.2

24-Apr-12 Chrysotile Bersch & Associates LTDWindow LedgeCL426.3

24-Apr-12 Chrysotile Bersch & Associates LTDWindow LedgeCL426.4

24-Apr-12 Chrysotile Bersch & Associates LTDWindow LedgeCL427

19-Apr-12 Chrysotile Bersch & Associates LTDVinyl Asbestos TileCL429

19-Apr-12 Chrysotile Bersch & Associates LTDVinyl Asbestos TileCL429.1

19-Apr-12 Chrysotile Bersch & Associates LTDVinyl Asbestos TileCL429.2

19-Apr-12 Chrysotile Bersch & Associates LTDVinyl Asbestos TileCL429.2.1

24-Apr-12 Chrysotile Bersch & Associates LTDWindow LedgeCL429.2.1

19-Apr-12 Chrysotile Bersch & Associates LTDVinyl Asbestos TileCL430

24-Apr-12 Chrysotile Bersch & Associates LTDWindow LedgeCL431

19-Apr-12 Chrysotile Bersch & Associates LTDVinyl Asbestos TileCL432

19-Apr-12 Chrysotile Bersch & Associates LTDVinyl Asbestos TileCL433

24-Apr-12 Chrysotile Bersch & Associates LTDWindow LedgeCL434

24-Apr-12 Chrysotile Bersch & Associates LTDWindow LedgeCL435

19-Apr-12 Chrysotile Bersch & Associates LTDVinyl Asbestos TileCL435

Floor: Fifth Floor

19-Apr-12 Chrysotile Bersch & Associates LTDVinyl Asbestos TileCL501.1

19-Apr-12 Chrysotile Bersch & Associates LTDVinyl Asbestos TileCL501.2
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Room # Sample Date
Asbestos 

Type Testing CompanyTradename ACM Product

19-Apr-12 Chrysotile Bersch & Associates LTDVinyl Asbestos TileCL508

19-Apr-12 Chrysotile Bersch & Associates LTDVinyl Asbestos TileCL509

19-Apr-12 Chrysotile Bersch & Associates LTDVinyl Asbestos TileCL509.1

19-Apr-12 Chrysotile Bersch & Associates LTDVinyl Asbestos TileCL509.2

Building Name: Campion College

Floor: CrawlSpace

25-Apr-12 Chrysotile Bersch & Associates LTDPipeline Fitting CompoundCMK0

25-Apr-12 Chrysotile Bersch & Associates LTDMud compoundCMK1

25-Apr-12 Chrysotile Bersch & Associates LTDDebrisCMK5

25-Apr-12 Chrysotile Bersch & Associates LTDPipeline Fitting CompoundCMX0

25-Apr-12 Chrysotile Bersch & Associates LTDPipeline Fitting CompoundCMX2

25-Apr-12 Chrysotile Bersch & Associates LTDPipeline Fitting CompoundCMX4

Building Name: Conservatory (College Ave)

Floor: Basement

11-Jan-12 Chrysotile Bersch & Associates LTDLineal Pipe InsulationCN001.2

11-Jan-12 Chrysotile Bersch & Associates LTDLineal Pipe InsulationCN001.3

11-Jan-12 Chrysotile Bersch & Associates LTDPipeline Fitting CompoundCN001.3

16-Jan-12 Chrysotile/A
mosite

Bersch & Associates LTDLineal Pipe InsulationCN001.4

16-Jan-12 Chrysotile/A
mosite

Bersch & Associates LTDLineal Pipe InsulationCN001.5

16-Jan-12 Chrysotile Bersch & Associates LTDLineal Pipe  InsulationCN012

16-Jan-12 Chrysotile Bersch & Associates LTDLineal Pipe  InsulationCN016

11-Jan-12 Chrysotile Bersch & Associates LTDLineal Pipe InsulationCN020

11-Jan-12 Chrysotile Bersch & Associates LTDLineal Pipe InsulationCN032.1

Floor: First Floor

16-Jan-12 Chrysotile/A
mosite

Bersch & Associates LTDLineal Pipe InsulationCN118

16-Jan-12 Chrysotile Bersch & Associates LTDLineal Pipe InsulationCN119.1

16-Jan-12 Chrysotile/A
mosite

Bersch & Associates LTDLineal Pipe InsulationCN119.1

11-Jan-12 Chrysotile Bersch & Associates LTDVinyl Floor TileCN127.1

16-Jan-12 Chrysotile Bersch & Associates LTDLineal Pipe InsulationCN127.1

11-Jan-12 Chrysotile Bersch & Associates LTDVinyl Floor TileCN127.2

11-Jan-12 Chrysotile Bersch & Associates LTDLineal Pipe  InsulationCN127.2

Floor: Second Floor

17-Jan-12 Chrysotile Bersch & Associates LTDPipeline Fitting CompoundCN234

16-Jan-12 Chrysotile/A
mosite

Bersch & Associates LTDLineal Pipe InsulationCN238

17-Jan-12 Chrysotile Bersch & Associates LTDPipeline Fitting CompoundCN241

17-Jan-12 Chrysotile Bersch & Associates LTDPipeline Fitting CompoundCN242

17-Jan-12 Chrysotile Bersch & Associates LTDPipeline Fitting CompoundCN246

16-Jan-12 Chrysotile Bersch & Associates LTDLineal Pipe InsulationCN246

Floor: Third Floor

16-Jan-12 Chrysotile Bersch & Associates LTDLineal Pipe InsulationCN312

16-Jan-12 Chrysotile Bersch & Associates LTDLineal Pipe InsulationCN320
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Room # Sample Date
Asbestos 

Type Testing CompanyTradename ACM Product

17-Jan-12 Chrysotile Bersch & Associates LTDPipeline Fitting CompoundCN322

17-Jan-12 Chrysotile Bersch & Associates LTDPipeline Fitting CompoundCN326

17-Jan-12 Chrysotile Bersch & Associates LTDPipeline Fitting CompoundCN330

16-Jan-12 Chrysotile Bersch & Associates LTDLineal Pipe InsulationCN334

17-Jan-12 Chrysotile Bersch & Associates LTDPipeline Fitting CompoundCN334

17-Jan-12 Chrysotile Bersch & Associates LTDPipeline Fitting CompoundCN338

Floor: Fourth Floor

16-Jan-12 Chrysotile Bersch & Associates LTDLineal Pipe InsulationCN401

16-Jan-12 Chrysotile Bersch & Associates LTDLineal Pipe InsulationCN402

16-Jan-12 Chrysotile Bersch & Associates LTDLineal Pipe InsulationCN402.1

16-Jan-12 Chrysotile Bersch & Associates LTDLineal Pipe InsulationCN406

16-Jan-12 Chrysotile Bersch & Associates LTDLineal Pipe InsulationCN408

16-Jan-12 Chrysotile Bersch & Associates LTDLineal Pipe InsulationCN409

16-Jan-12 Chrysotile Bersch & Associates LTDLineal Pipe InsulationCN409.2

16-Jan-12 Chrysotile Bersch & Associates LTDLineal Pipe InsulationCN410

Floor: Attic

11-Jan-12 Chrysotile Bersch & Associates LTDLineal Pipe Insulation

11-Jan-12 Chrysotile Bersch & Associates LTDLineal Pipe  InsulationCNAttic

Floor: Crawlspace

16-Jan-12 Chrysotile/A
mosite

Bersch & Associates LTDLineal Pipe InsulationCN00

16-Jan-12 Chrysotile Bersch & Associates LTDLineal Pipe InsulationCN00

Building Name: College West

Floor: Basement

13-Mar-12 Chrysotile Bersch & Associates LTDFire Stop Material

04-Jan-12 Chrysotile Bersch & Associates LTDTransite PipeCW001

08-Mar-12 Chrysotile Bersch & Associates LTDDebrisCW001.1

08-Mar-12 Chrysotile Bersch & Associates LTDPipeline Fitting CompoundCW001.3

06-Mar-12 Chrysotile Bersch & Associates LTDMud CompoundCW008

06-Mar-12 Chrysotile Bersch & Associates LTDPipeline Fitting CompoundCW008

06-Mar-12 Chrysotile Bersch & Associates LTDPipeline Fitting CompoundCW008

06-Mar-12 Chrysotile Bersch & Associates LTDPipeline Fitting CompoundCW008

06-Mar-12 Chrysotile Bersch & Associates LTDPipeline Fitting CompoundCW008

06-Mar-12 Chrysotile Bersch & Associates LTDMud CompoundCW008

06-Mar-12 Chrysotile Bersch & Associates LTDPipeline Fitting CompoundCW008

06-Mar-12 Chrysotile Bersch & Associates LTDMud CompoundCW008

04-Jan-12 Chrysotile Bersch & Associates LTDTransite PipeCW008.1

06-Mar-12 Chrysotile Bersch & Associates LTDPipeline Fitting CompoundCW008.3

06-Mar-12 Chrysotile Bersch & Associates LTDPipeline Fitting CompoundCW008.3

04-Jan-12 Chrysotile Bersch & Associates LTDTransite PipeCW008.3

06-Mar-12 Chrysotile Bersch & Associates LTDPipeline Fitting CompoundCW008.4

04-Jan-12 Chrysotile Bersch & Associates LTDTransite PipeCW010

13-Mar-12 Chrysotile Bersch & Associates LTDFire Stop MaterialCW013

08-Mar-12 Chrysotile Bersch & Associates LTDPipeline Fitting CompoundCW013
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Room # Sample Date
Asbestos 

Type Testing CompanyTradename ACM Product

04-Jan-12 Chrysotile Bersch & Associates LTDTransite PipeCW014

04-Jan-12 Chrysotile Bersch & Associates LTDTransite PipeCW016

08-Mar-12 Chrysotile Bersch & Associates LTDPipeline Fitting CompoundCW020.1

08-Mar-12 Chrysotile Bersch & Associates LTDChalk BoardCW020.1

08-Mar-12 Chrysotile Bersch & Associates LTDTransite BoardCW020.4

08-Mar-12 Chrysotile Bersch & Associates LTDPipeline Fitting CompoundCW022

13-Mar-12 Chrysotile Bersch & Associates LTDFire Stop MaterialCWL9

13-Mar-12 Chrysotile Bersch & Associates LTDPipeline Fitting CompoundCWQ10

13-Mar-12 Chrysotile Bersch & Associates LTDPipeline Fitting CompoundCWT9

04-Jan-12 Chrysotile Bersch & Associates LTDTransite PipeCWT9-L8

Floor: First Floor

28-Mar-12 Chrysotile Bersch & Associates LTDPipeline Fitting CompoundCW101

04-Jan-12 Chrysotile Bersch & Associates LTDTransite PipeCW101

29-Mar-12 Chrysotile Bersch & Associates LTDPipeline Fitting CompoundCW101.1

04-Jan-12 Chrysotile Bersch & Associates LTDTransite PipeCW101.6

29-Mar-12 Chrysotile Bersch & Associates LTDPipeline Fitting CompoundCW106

29-Mar-12 Chrysotile Bersch & Associates LTDPipeline Fitting CompoundCW109.2

29-Mar-12 Chrysotile Bersch & Associates LTDPipeline Fitting CompoundCW110

29-Mar-12 Chrysotile Bersch & Associates LTDPipeline Fitting CompoundCW111.1

29-Mar-12 Chrysotile Bersch & Associates LTDPipeline Fitting CompoundCW117

29-Mar-12 Chrysotile Bersch & Associates LTDPipeline Fitting CompoundCW127.4

29-Mar-12 Chrysotile Bersch & Associates LTDPipeline Fitting CompoundCW128

29-Mar-12 Chrysotile Bersch & Associates LTDPipeline Fitting CompoundCW128.2

29-Mar-12 Chrysotile Bersch & Associates LTDPipeline Fitting CompoundCW128.3

04-Jan-12 Chrysotile Bersch & Associates LTDTransite PipeCW131

28-Mar-12 Chrysotile Bersch & Associates LTDPipeline Fitting CompoundCW131

04-Jan-12 Chrysotile Bersch & Associates LTDTransite PipeCW133

29-Mar-12 Chrysotile Bersch & Associates LTDVinyl Floor TileCW137

28-Mar-12 Chrysotile Bersch & Associates LTDPipeline Fitting CompoundCW137

04-Jan-12 Chrysotile Bersch & Associates LTDTransite PipeCW138

28-Mar-12 Chrysotile Bersch & Associates LTDPipeline Fitting CompoundCW138

13-Mar-12 Chrysotile Bersch & Associates LTDFire Stop MaterialCW138.1

04-Jan-12 Chrysotile Bersch & Associates LTDTransite PipeCW138.1

04-Jan-12 Chrysotile Bersch & Associates LTDTransite PipeCW139.2

28-Mar-12 Chrysotile Bersch & Associates LTDPipeline Fitting CompoundCW139.3

04-Jan-12 Chrysotile Bersch & Associates LTDTransite PipeCW139.3

13-Mar-12 Chrysotile Bersch & Associates LTDFire Stop MaterialCW139.3

13-Mar-12 Chrysotile Bersch & Associates LTDFire Stop MaterialCW139.3.1

04-Jan-12 Chrysotile Bersch & Associates LTDTransite PipeCW139.3.1

28-Mar-12 Chrysotile Bersch & Associates LTDPipeline Fitting CompoundCW139.3.1

28-Mar-12 Chrysotile Bersch & Associates LTDPipeline Fitting CompoundCW139.4

28-Mar-12 Chrysotile Bersch & Associates LTDPipeline Fitting CompoundCW139.5

13-Mar-12 Chrysotile Bersch & Associates LTDFire Stop MaterialCW139.6

28-Mar-12 Chrysotile Bersch & Associates LTDPipeline Fitting CompoundCW139.6
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Room # Sample Date
Asbestos 

Type Testing CompanyTradename ACM Product

28-Mar-12 Chrysotile Bersch & Associates LTDPipeline Fitting CompoundCW139.7

04-Jan-12 Chrysotile Bersch & Associates LTDTransite PipeCW139.7

04-Jan-12 Chrysotile Bersch & Associates LTDTransite PipeCW139.8

28-Mar-12 Chrysotile Bersch & Associates LTDPipeline Fitting CompoundCW139.8

04-Jan-12 Chrysotile Bersch & Associates LTDTransite PipeCW146

29-Mar-12 Chrysotile Bersch & Associates LTDPipeline Fitting CompoundCW146

29-Mar-12 Chrysotile Bersch & Associates LTDPipeline Fitting CompoundCW147

29-Mar-12 Chrysotile Bersch & Associates LTDPipeline Fitting CompoundCW149

04-Jan-12 Chrysotile Bersch & Associates LTDTransite PipeCW149

29-Mar-12 Chrysotile Bersch & Associates LTDPipeline Fitting CompoundCW149.1

Floor: Second Floor

04-Jan-12 Chrysotile Bersch & Associates LTDTransite PipeCW201

13-Mar-12 Chrysotile Bersch & Associates LTDPipeline Fitting CompoundCW201.2

04-Jan-12 Chrysotile Bersch & Associates LTDTransite PipeCW201.2

12-Mar-12 Chrysotile Bersch & Associates LTDPipeline Fitting CompoundCW201.3

04-Jan-12 Chrysotile Bersch & Associates LTDTransite PipeCW207

04-Jan-12 Chrysotile Bersch & Associates LTDTransite PipeCW207.1

28-Mar-12 Chrysotile Bersch & Associates LTDPipeline Fitting CompoundCW207.3

28-Mar-12 Chrysotile Bersch & Associates LTDPipeline Fitting CompoundCW207.4

04-Jan-12 Chrysotile Bersch & Associates LTDTransite PipeCW207.5

28-Mar-12 Chrysotile Bersch & Associates LTDPipeline Fitting CompoundCW207.5

13-Mar-12 Chrysotile Bersch & Associates LTDPipeline Fitting CompoundCW209

04-Jan-12 Chrysotile Bersch & Associates LTDTransite PipeCW209

04-Jan-12 Chrysotile Bersch & Associates LTDTransite PipeCW210.1

04-Jan-12 Chrysotile Bersch & Associates LTDTransite PipeCW210.2

05-Mar-12 Chrysotile Bersch & Associates LTDRoof DrainCW210.2

04-Jan-12 Chrysotile Bersch & Associates LTDTransite PipeCW210.3

05-Mar-12 Chrysotile Bersch & Associates LTDRoof DrainCW210.4

04-Jan-12 Chrysotile Bersch & Associates LTDTransite PipeCW210.4

04-Jan-12 Chrysotile Bersch & Associates LTDTransite PipeCW210.5

05-Mar-12 Chrysotile Bersch & Associates LTDRoof DrainCW210.5

12-Mar-12 Chrysotile Bersch & Associates LTDPipeline Fitting CompoundCW214.1

05-Mar-12 Chrysotile Bersch & Associates LTDFire Stop MaterialCW215

07-Mar-12 Chrysotile Bersch & Associates LTDPipeline Fitting CompoundCW215

04-Jan-12 Chrysotile Bersch & Associates LTDTransite PipeCW215

07-Mar-12 Chrysotile Bersch & Associates LTDPipeline Fitting CompoundCW215.2.1

07-Mar-12 Chrysotile Bersch & Associates LTDPipeline Fitting CompoundCW215.2.3

04-Jan-12 Chrysotile Bersch & Associates LTDTransite PipeCW215.3

05-Mar-12 Chrysotile Bersch & Associates LTDFire Stop MaterialCW215.3

07-Mar-12 Chrysotile Bersch & Associates LTDPipeline Fitting CompoundCW215.3

07-Mar-12 Chrysotile Bersch & Associates LTDPipeline Fitting CompoundCW215.4.1

04-Jan-12 Chrysotile Bersch & Associates LTDTransite PipeCW223

28-Mar-12 Chrysotile Bersch & Associates LTDPipeline Fitting CompoundCW223

04-Jan-12 Chrysotile Bersch & Associates LTDTransite PipeCW224
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Room # Sample Date
Asbestos 

Type Testing CompanyTradename ACM Product

05-Mar-12 Chrysotile Bersch & Associates LTDRoof DrainCW224

12-Mar-12 Chrysotile Bersch & Associates LTDPipeline Fitting CompoundCW225

04-Jan-12 Chrysotile Bersch & Associates LTDTransite PipeCW225

12-Mar-12 Chrysotile Bersch & Associates LTDPipeline Fitting CompoundCW227.4

12-Mar-12 Chrysotile Bersch & Associates LTDPipeline Fitting CompoundCW227.5

12-Mar-12 Chrysotile Bersch & Associates LTDPipeline Fitting CompoundCW227.6

12-Mar-12 Chrysotile Bersch & Associates LTDPipeline Fitting CompoundCW230

12-Mar-12 Chrysotile Bersch & Associates LTDPipeline Fitting CompoundCW230.2

12-Mar-12 Chrysotile Bersch & Associates LTDPipeline Fitting CompoundCW230.4

12-Mar-12 Chrysotile Bersch & Associates LTDPipeline Fitting CompoundCW234.1

12-Mar-12 Chrysotile Bersch & Associates LTDPipeline Fitting CompoundCW234.6

12-Mar-12 Chrysotile Bersch & Associates LTDPipeline Fitting CompoundCW237.2

12-Mar-12 Chrysotile Bersch & Associates LTDPipeline Fitting CompoundCW237.3

13-Mar-12 Chrysotile Bersch & Associates LTDFire Stop MaterialCW237.3

Floor: Third Floor

09-Mar-12 Chrysotile Bersch & Associates LTDFire Stop MaterialCW301.1.1

29-Mar-12 Chrysotile Bersch & Associates LTDPipeline Fitting CompoundCW301.2

04-Jan-12 Chrysotile Bersch & Associates LTDTransite PipeCW301.3

04-Jan-12 Chrysotile Bersch & Associates LTDTransite PipeCW301.4

09-Mar-12 Chrysotile Bersch & Associates LTDPipeline Fitting CompoundCW307.10

09-Mar-12 Chrysotile Bersch & Associates LTDPipeline Fitting CompoundCW307.11

09-Mar-12 Chrysotile Bersch & Associates LTDPipeline Fitting CompoundCW307.13

09-Mar-12 Chrysotile Bersch & Associates LTDDebrisCW307.13

09-Mar-12 Chrysotile Bersch & Associates LTDPipeline Fitting CompoundCW307.23

04-Jan-12 Chrysotile Bersch & Associates LTDTransite PipeCW308.13

29-Mar-12 Chrysotile Bersch & Associates LTDPipeline Fitting CompoundCW308.5

09-Mar-12 Chrysotile Bersch & Associates LTDPipeline Fitting CompoundCW312.1

04-Jan-12 Chrysotile Bersch & Associates LTDTransite PipeCW313

29-Mar-12 Chrysotile Bersch & Associates LTDPipeline Fitting CompoundCW314

29-Mar-12 Chrysotile Bersch & Associates LTDPipeline Fitting CompoundCW317

09-Mar-12 Chrysotile Bersch & Associates LTDPipeline Fitting CompoundCW319

07-Mar-12 Chrysotile Bersch & Associates LTDStippled Ceiling TextureCW320

09-Mar-12 Chrysotile Bersch & Associates LTDPipeline Fitting CompoundCW328

09-Mar-12 Chrysotile Bersch & Associates LTDPipeline Fitting CompoundCW335

04-Jan-12 Chrysotile Bersch & Associates LTDTransite PipeCW335

04-Jan-12 Chrysotile Bersch & Associates LTDTransite PipeCW335.1

09-Mar-12 Chrysotile Bersch & Associates LTDPipeline Fitting CompoundCW335.1

09-Mar-12 Chrysotile Bersch & Associates LTDPipeline Fitting CompoundCW335.1.1

04-Jan-12 Chrysotile Bersch & Associates LTDTransite PipeCW335.1.1

09-Mar-12 Chrysotile Bersch & Associates LTDPipeline Fitting CompoundCW336

04-Jan-12 Chrysotile Bersch & Associates LTDTransite PipeCW336

04-Jan-12 Chrysotile Bersch & Associates LTDTransite PipeCW338

09-Mar-12 Chrysotile Bersch & Associates LTDPipeline Fitting CompoundCW338

Floor: Fourth Floor
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Room # Sample Date
Asbestos 

Type Testing CompanyTradename ACM Product

04-Jan-12 Chrysotile Bersch & Associates LTDTransite PipeCW401

04-Jan-12 Chrysotile Bersch & Associates LTDTransite PipeCW401.1

04-Jan-12 Chrysotile Bersch & Associates LTDTransite PipeCW401.2

13-Mar-12 Chrysotile Bersch & Associates LTDFire Stop MaterialCW401.4

04-Jan-12 Chrysotile Bersch & Associates LTDTransite PipeCW401.4

13-Mar-12 Chrysotile Bersch & Associates LTDFire Stop MaterialCW401.4

13-Mar-12 Chrysotile Bersch & Associates LTDFire Stop MaterialCW401.4

04-Jan-12 Chrysotile Bersch & Associates LTDMud CompoundCW401.4

13-Mar-12 Chrysotile Bersch & Associates LTDFire Stop MaterialCW401.4

04-Jan-12 Chrysotile/A
mosite

Bersch & Associates LTDMud CompoundCW401.4

06-Mar-12 Chrysotile Bersch & Associates LTDPipeline Fitting CompoundCW411.5

06-Mar-12 Chrysotile Bersch & Associates LTDPipeline Fitting CompoundCW411.5

06-Mar-12 Chrysotile Bersch & Associates LTDPipeline Fitting CompoundCW413.11

06-Mar-12 Chrysotile Bersch & Associates LTDPipeline Fitting CompoundCW415

06-Mar-12 Chrysotile Bersch & Associates LTDPipeline Fitting CompoundCW416

06-Mar-12 Chrysotile Bersch & Associates LTDPipeline Fitting CompoundCW421.1

04-Jan-12 Chrysotile Bersch & Associates LTDTransite PipeCW421.1

06-Mar-12 Chrysotile Bersch & Associates LTDPipeline Fitting CompoundCW421.1

04-Jan-12 Chrysotile Bersch & Associates LTDTransite PipeCW422

04-Jan-12 Chrysotile Bersch & Associates LTDTransite PipeCW424

04-Jan-12 Chrysotile Bersch & Associates LTDTransite PipeCW425

04-Jan-12 Chrysotile Bersch & Associates LTDTransite PipeCW426

06-Mar-12 Chrysotile Bersch & Associates LTDPipeline Fitting CompoundCW428.5

04-Jan-12 Chrysotile Bersch & Associates LTDTransite PipeCW445

Floor: Fifth Floor

04-Jan-12 Chrysotile Bersch & Associates LTDTransite PipeCW434.11

04-Jan-12 Chrysotile Bersch & Associates LTDTransite PipeCW436.11

04-Jan-12 Chrysotile Bersch & Associates LTDTransite PipeCW441.12

04-Jan-12 Chrysotile Bersch & Associates LTDTransite PipeCW443.12

04-Jan-12 Chrysotile Bersch & Associates LTDTransite PipeCW501

04-Jan-12 Chrysotile Bersch & Associates LTDPipeline Fitting CompoundCW501.1

04-Jan-12 Chrysotile Bersch & Associates LTDPipeline Fitting CompoundCW501.3

04-Jan-12 Chrysotile Bersch & Associates LTDTransite PipeCW501.3

13-Mar-12 Chrysotile Bersch & Associates LTDFire Stop MaterialCW501.3

06-Mar-12 Chrysotile Bersch & Associates LTDDuct Gasket MaterialCW501.4

06-Mar-12 Chrysotile Bersch & Associates LTDPipeline Fitting CompoundCW501.4

04-Jan-12 Chrysotile Bersch & Associates LTDPipeline Fitting CompoundCW501.5

13-Mar-12 Chrysotile Bersch & Associates LTDFire Stop MaterialCW501.5

04-Jan-12 Chrysotile Bersch & Associates LTDTransite PipeCW501.5

04-Jan-12 Chrysotile Bersch & Associates LTDPipeline Fitting CompoundCW502

05-Mar-12 Chrysotile Bersch & Associates LTDFire Stop MaterialCW507

04-Jan-12 Chrysotile Bersch & Associates LTDPipeline Fitting CompoundCW518

04-Jan-12 Chrysotile Bersch & Associates LTDPipeline Fitting CompoundCW519

04-Jan-12 Chrysotile Bersch & Associates LTDPipeline Fitting CompoundCW520
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Room # Sample Date
Asbestos 

Type Testing CompanyTradename ACM Product

04-Jan-12 Chrysotile Bersch & Associates LTDPipeline Fitting CompoundCW525

04-Jan-12 Chrysotile Bersch & Associates LTDTransite PipeCW526.5

06-Mar-12 Chrysotile Bersch & Associates LTDPipeline Fitting CompoundCW529

06-Mar-12 Chrysotile Bersch & Associates LTDPipeline Fitting CompoundCW531

06-Mar-12 Chrysotile Bersch & Associates LTDDebrisCW531

06-Mar-12 Chrysotile Bersch & Associates LTDPipeline Fitting CompoundCW537

04-Jan-12 Chrysotile Bersch & Associates LTDTransite PipeCW537

13-Mar-12 Chrysotile Bersch & Associates LTDDebrisCW537

06-Mar-12 Chrysotile Bersch & Associates LTDDuct Gasket MaterialCW537

13-Mar-12 Chrysotile Bersch & Associates LTDDebrisCW537

13-Mar-12 Chrysotile Bersch & Associates LTDDebrisCW537

Floor: Sixth Floor

04-Jan-12 Chrysotile Bersch & Associates LTDTransite PipeCW507.12

05-Mar-12 Chrysotile Bersch & Associates LTDRoof DrainCW507.12

05-Mar-12 Chrysotile Bersch & Associates LTDFire Stop MaterialCW507.8

04-Jan-12 Chrysotile Bersch & Associates LTDTransite PipeCW509.12

05-Mar-12 Chrysotile Bersch & Associates LTDRoof DrainCW509.12

04-Jan-12 Chrysotile Bersch & Associates LTDTransite PipeCW511.12

05-Mar-12 Chrysotile Bersch & Associates LTDRoof DrainCW511.12

04-Jan-12 Chrysotile Bersch & Associates LTDTransite PipeCW513.11

05-Mar-12 Chrysotile Bersch & Associates LTDRoof DrainCW513.11

04-Jan-12 Chrysotile Bersch & Associates LTDTransite PipeCW513.14

04-Jan-12 Chrysotile Bersch & Associates LTDTransite PipeCW526.11

04-Jan-12 Chrysotile Bersch & Associates LTDTransite PipeCW528.11

04-Jan-12 Chrysotile Bersch & Associates LTDTransite PipeCW530.11

13-Mar-12 Chrysotile Bersch & Associates LTDPipeline Fitting CompoundCW601

Building Name: Darke Hall (College Ave)

Floor: Basement

20-Dec-11 Chrysotile Bersch & Associates LTDDuct Expansion CanvassDH028.1

20-Dec-11 Chrysotile Bersch & Associates LTDDuct Expansion CanvassDH028.1.2

Floor: First Floor

21-Dec-11 Chrysotile Bersch & Associates LTDPipefitting CompoundDH114.1

21-Dec-11 Chrysotile Bersch & Associates LTDPipefitting CompoundDH115

Floor: Crawlspace

25-Jun-12 Chrysotile Bersch & Associates LTDPipefitting CompoundDHSouth

Building Name: Education Auditorium

Floor: Basement

01-May-12 Chrysotile Bersch & Associates LTDPipeline Fitting CompoundEA001.1

01-May-12 Chrysotile Bersch & Associates LTDPipeline Fitting CompoundEA001.1

01-May-12 Chrysotile Bersch & Associates LTDDebrisEACrawl-Ncen

01-May-12 Chrysotile Bersch & Associates LTDPipeline Fitting CompoundEACrawl-NE

01-May-12 Chrysotile Bersch & Associates LTDPipeline Fitting CompoundEACrawl-NE

01-May-12 Chrysotile Bersch & Associates LTDPipeline Fitting CompoundEACrawl-SE
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Room # Sample Date
Asbestos 

Type Testing CompanyTradename ACM Product

01-May-12 Chrysotile Bersch & Associates LTDPipeline Fitting CompoundEACrawl-SW

Floor: First Floor

01-May-12 Chrysotile Bersch & Associates LTDSpray on TextureEA101

01-May-12 Chrysotile Bersch & Associates LTDPipeline Fitting CompoundEA101

01-May-12 Amosite Bersch & Associates LTDCeiling TilesEA101.1

01-May-12 Amosite Bersch & Associates LTDCeiling TilesEA101.2

01-May-12 Amosite Bersch & Associates LTDCeiling TilesEA101.3

01-May-12 Amosite Bersch & Associates LTDCeiling TilesEA101.4

01-May-12 Amosite Bersch & Associates LTDCeiling TilesEA104

01-May-12 Amosite Bersch & Associates LTDCeiling TilesEA104.1

01-May-12 Amosite Bersch & Associates LTDCeiling TilesEA105

Floor: Second Floor

01-May-12 Amosite Bersch & Associates LTDCeiling TilesEA201

Building Name: Education Building

Floor: Basement

25-Apr-12 Chrysotile Bersch & Associates LTDPipeline Fitting Compound

30-Apr-12 Chrysotile Bersch & Associates LTDTransite PipeED001.3

01-May-12 Chrysotile Bersch & Associates LTDPipeline Fitting CompoundED001.3

30-Apr-12 Chrysotile Bersch & Associates LTDTransite PipeED011

04-May-12 Chrysotile Bersch & Associates LTDTransite PipeED012

25-Apr-12 Chrysotile Bersch & Associates LTDPipeline Fitting CompoundED012

25-Apr-12 Chrysotile Bersch & Associates LTDPipeline Fitting CompoundED012

25-Apr-12 Chrysotile Bersch & Associates LTDPipeline Fitting CompoundED012

25-Apr-12 Chrysotile Bersch & Associates LTDPipeline Fitting CompoundED012

25-Apr-12 Chrysotile Bersch & Associates LTDPipeline Fitting CompoundED013

25-Apr-12 Chrysotile Bersch & Associates LTDPipeline Fitting CompoundED014

01-May-12 Chrysotile Bersch & Associates LTDPipeline Fitting CompoundED014

01-May-12 Chrysotile Bersch & Associates LTDPipeline Fitting CompoundED014

30-Apr-12 Chrysotile Bersch & Associates LTDTransite PipeED014.1.1

01-May-12 Chrysotile Bersch & Associates LTDPipeline Fitting CompoundED014.2

01-May-12 Chrysotile Bersch & Associates LTDPipeline Fitting CompoundED014.2.1

30-Apr-12 Chrysotile Bersch & Associates LTDTransite PipeED014.2.1

01-May-12 Chrysotile Bersch & Associates LTDPipeline Fitting CompoundED014.2.3

04-May-12 Chrysotile Bersch & Associates LTDDebrisEDB7

04-May-12 Chrysotile Bersch & Associates LTDDebrisEDC7

04-May-12 Chrysotile Bersch & Associates LTDPipeline Fitting CompoundEDD6

04-May-12 Chrysotile Bersch & Associates LTDPipeline Fitting CompoundEDD6

04-May-12 Chrysotile Bersch & Associates LTDPipeline Fitting CompoundEDD6

04-May-12 Chrysotile Bersch & Associates LTDDebrisEDE3

04-May-12 Chrysotile Bersch & Associates LTDPipeline Fitting CompoundEDE3

04-May-12 Chrysotile Bersch & Associates LTDPipeline Fitting CompoundEDF7

30-Apr-12 Chrysotile Bersch & Associates LTDPipeline Fitting CompoundEDL6

30-Apr-12 Chrysotile Bersch & Associates LTDDebrisEDM2

30-Apr-12 Chrysotile Bersch & Associates LTDFire-Stop MaterialEDM7
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Room # Sample Date
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Type Testing CompanyTradename ACM Product

30-Apr-12 Chrysotile Bersch & Associates LTDFire-Stop MaterialEDM7

30-Apr-12 Chrysotile Bersch & Associates LTDDebrisEDM7

30-Apr-12 Chrysotile Bersch & Associates LTDTransite PipeEDM7-C7

Floor: First Floor

02-May-12 Chrysotile Bersch & Associates LTDPipeline Fitting CompoundED101.15

30-Apr-12 Chrysotile Bersch & Associates LTDTransite PipeED101.15

25-Apr-12 Amosite Bersch & Associates LTDCeiling Tiles/ Wall TilesED101.17

01-May-12 Chrysotile Bersch & Associates LTDMud CompoundED101.3

02-May-12 Chrysotile Bersch & Associates LTDFire-Stop MaterialED101.3

30-Apr-12 Chrysotile Bersch & Associates LTDTransite PipeED106.1

02-May-12 Chrysotile Bersch & Associates LTDPipeline Fitting CompoundED106.1

01-May-12 Chrysotile Bersch & Associates LTDPipeline Fitting CompoundED111.1

04-May-12 Chrysotile Bersch & Associates LTDTransite PipeED111.1

01-May-12 Chrysotile Bersch & Associates LTDTransite BoardED118

01-May-12 Chrysotile Bersch & Associates LTDTransite BoardED118

01-May-12 Chrysotile Bersch & Associates LTDTransite BoardED123

01-May-12 Chrysotile Bersch & Associates LTDTransite BoardED123

04-May-12 Chrysotile Bersch & Associates LTDTransite PipeED123.1

02-May-12 Chrysotile Bersch & Associates LTDFire-Stop MaterialED123.1

04-May-12 Chrysotile Bersch & Associates LTDTransite PipeED131

01-May-12 Chrysotile Bersch & Associates LTDPipeline Fitting CompoundED175.3

01-May-12 Chrysotile Bersch & Associates LTDPipeline Fitting CompoundED176.6

25-Apr-12 Amosite Bersch & Associates LTDCeiling Tiles/ Wall TilesED177

25-Apr-12 Amosite Bersch & Associates LTDCeiling Tiles/ Wall TilesED177.3

25-Apr-12 Amosite Bersch & Associates LTDCeiling Tiles/ Wall TilesED177.4

04-May-12 Chrysotile Bersch & Associates LTDFire-Stop MaterialED181.1

04-May-12 Chrysotile Bersch & Associates LTDTransite PipeED181.1

Floor: Second Floor

02-May-12 Chrysotile Bersch & Associates LTDFire-Stop MaterialED201.3

02-May-12 Chrysotile Bersch & Associates LTDPipeline Fitting CompoundED204

02-May-12 Chrysotile Bersch & Associates LTDPipeline Fitting CompoundED209

02-May-12 Chrysotile Bersch & Associates LTDFire-Stop MaterialED215

02-May-12 Chrysotile Bersch & Associates LTDFire-Stop MaterialED216

02-May-12 Chrysotile Bersch & Associates LTDPipeline Fitting CompoundED218

02-May-12 Chrysotile Bersch & Associates LTDPipeline Fitting CompoundED219.1

02-May-12 Chrysotile Bersch & Associates LTDFire-Stop MaterialED219.2

02-May-12 Chrysotile Bersch & Associates LTDPipeline Fitting CompoundED220.1

01-May-12 Chrysotile Bersch & Associates LTDTransite BoardED221.1

01-May-12 Chrysotile Bersch & Associates LTDTransite BoardED221.1

02-May-12 Chrysotile Bersch & Associates LTDFire-Stop MaterialED228.1

02-May-12 Chrysotile Bersch & Associates LTDPipeline Fitting CompoundED231

02-May-12 Chrysotile Bersch & Associates LTDPipeline Fitting CompoundED231

02-May-12 Chrysotile Bersch & Associates LTDFire-Stop MaterialED232.1

02-May-12 Chrysotile Bersch & Associates LTDPipeline Fitting CompoundED249
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02-May-12 Chrysotile Bersch & Associates LTDPipeline Fitting CompoundED250

Floor: Third Floor

02-May-12 Chrysotile Bersch & Associates LTDFire-Stop MaterialED304.1

02-May-12 Chrysotile Bersch & Associates LTDFire-Stop MaterialED304.1.2

04-May-12 Chrysotile Bersch & Associates LTDDebrisED304.1.4

01-May-12 Chrysotile Bersch & Associates LTDMud compoundED315

02-May-12 Chrysotile Bersch & Associates LTDPipeline Fitting CompoundED330.1

02-May-12 Chrysotile Bersch & Associates LTDFire-Stop MaterialED330.1

02-May-12 Chrysotile Bersch & Associates LTDFire-Stop MaterialED330.2

02-May-12 Chrysotile Bersch & Associates LTDPipeline Fitting CompoundED372

Floor: Fourth Floor

02-May-12 Chrysotile Bersch & Associates LTDFire-Stop MaterialED404.1

02-May-12 Chrysotile Bersch & Associates LTDPipeline Fitting CompoundED404.1.4.1

02-May-12 Chrysotile Bersch & Associates LTDFire-Stop MaterialED404.1.4.1

02-May-12 Chrysotile Bersch & Associates LTDPipeline Fitting CompoundED405.1.2

02-May-12 Chrysotile Bersch & Associates LTDFire-Stop MaterialED405.1.2.2

02-May-12 Chrysotile Bersch & Associates LTDFire-Stop MaterialED436.5.1

02-May-12 Chrysotile Bersch & Associates LTDPipeline Fitting CompoundED459

Building Name: Gallery Building (College Ave)

Floor: Basement

19-Jan-12 Chrysotile Bersch & Associates LTDPipefitting CompoundGA001

19-Jan-12 Chrysotile Bersch & Associates LTDPipefitting CompoundGA001.1

19-Jan-12 Chrysotile Bersch & Associates LTDLineal Pipe InsulationGA001.1

19-Jan-12 Chrysotile Bersch & Associates LTDHeat ShieldGA007

19-Jan-12 Chrysotile Bersch & Associates LTDLineal Pipe InsulationGA009

19-Jan-12 Chrysotile Bersch & Associates LTDHeat ShieldGA012

19-Jan-12 Chrysotile Bersch & Associates LTDPipefitting CompoundGA015

19-Jan-12 Chrysotile Bersch & Associates LTDLineal Pipe InsulationGA015

19-Jan-12 Chrysotile Bersch & Associates LTDPipefitting CompoundGA015.1

19-Jan-12 Chrysotile Bersch & Associates LTDPipefitting CompoundGA016

19-Jan-12 Chrysotile Bersch & Associates LTDPipefitting CompoundGA016.1

Floor: First Floor

19-Jan-12 Chrysotile Bersch & Associates LTDStipple Ceiling TextureGA101

19-Jan-12 Chrysotile Bersch & Associates LTDStipple Ceiling TextureGA101.3

19-Jan-12 Chrysotile Bersch & Associates LTDLineal Pipe InsulationGA102

19-Jan-12 Chrysotile Bersch & Associates LTDStipple Ceiling TextureGA106

19-Jan-12 Chrysotile Bersch & Associates LTDStipple Ceiling TextureGA106.3

19-Jan-12 Chrysotile Bersch & Associates LTDStipple Ceiling TextureGA106.4

19-Jan-12 Chrysotile Bersch & Associates LTDHeat ShieldGA109.1

Building Name: Heating Plant

Floor: Basement

23-Jan-12 Chrysotile Bersch & Associates LTDPipeline Fitting CompoundHP004

08-Feb-12 Chrysotile Bersch & Associates LTDMud CompoundHP004
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Room # Sample Date
Asbestos 

Type Testing CompanyTradename ACM Product

08-Feb-12 Chrysotile/A
mosite

Bersch & Associates LTDLineal Pipe InsulationHP004

08-Feb-12 Chrysotile Bersch & Associates LTDPipeline Fitting CompoundHP004

08-Feb-12 Chrysotile Bersch & Associates LTDPipeline Fitting CompoundHP004

23-Jan-12 Chrysotile Bersch & Associates LTDDuct GasketHP004

23-Jan-12 Chrysotile Bersch & Associates LTDValve CoverHP004

23-Jan-12 Chrysotile Bersch & Associates LTDMud CompoundHP004

23-Jan-12 Chrysotile/A
mosite

Bersch & Associates LTDPipeline Fitting CompoundHP004

Floor: First Floor

23-Jan-12 Chrysotile Bersch & Associates LTDMud CompoundHP104

23-Jan-12 Amosite Bersch & Associates LTDLineal Pipe InsulationHP104

23-Jan-12 Chrysotile Bersch & Associates LTDPipeline Fitting CompoundHP104

23-Jan-12 Chrysotile Bersch & Associates LTDPipeline Fitting CompoundHP104

23-Jan-12 Chrysotile Bersch & Associates LTDPipeline Fitting CompoundHP104

23-Jan-12 Chrysotile Bersch & Associates LTDPipeline Fitting CompoundHP104

23-Jan-12 Chrysotile Bersch & Associates LTDMud CompoundHP104

06-Feb-12 Chrysotile/A
mosite

Bersch & Associates LTDLineal Pipe InsulationHP104

23-Jan-12 Chrysotile Bersch & Associates LTDPipeline Fitting CompoundHP104

06-Feb-12 Chrysotile Bersch & Associates LTDBoiler GasketHP104

23-Jan-12 Chrysotile Bersch & Associates LTDPipeline Fitting CompoundHP104

23-Jan-12 Chrysotile Bersch & Associates LTDPipeline Fitting CompoundHP105

07-Feb-12 Chrysotile/A
mosite

Bersch & Associates LTDLineal Pipe InsulationHP105

23-Jan-12 Chrysotile Bersch & Associates LTDGasket MaterialHP106

23-Jan-12 Chrysotile Bersch & Associates LTDPipeline Fitting CompoundHP108

07-Feb-12 Chrysotile Bersch & Associates LTDPipeline Fitting CompoundHP108

23-Jan-12 Chrysotile Bersch & Associates LTDPipeline Fitting CompoundHP115

Floor: Second Floor

06-Feb-12 Chrysotile/A
mosite

Bersch & Associates LTDLineal Pipe InsulationHP204

23-Jan-12 Chrysotile Bersch & Associates LTDMud CompoundHP204

07-Feb-12 Chrysotile Bersch & Associates LTDDebrisHP204

23-Jan-12 Chrysotile Bersch & Associates LTDPipeline Fitting CompoundHP204

23-Jan-12 Chrysotile/A
mosite

Bersch & Associates LTDMud CompoundHP205

23-Jan-12 Chrysotile Bersch & Associates LTDPipeline Fitting CompoundHP205

Building Name: Laboratory Building

Floor: Basement

29-Mar-12 Chrysotile Bersch & Associates LTDPipeline Fitting CompoundLB001

29-Mar-12 Chrysotile Bersch & Associates LTDPipeline Fitting CompoundLB001

29-Mar-12 Chrysotile Bersch & Associates LTDPipeline Fitting CompoundLB001

29-Mar-12 Chrysotile Bersch & Associates LTDPipeline Fitting CompoundLB002.4

29-Mar-12 Chrysotile Bersch & Associates LTDPipeline Fitting CompoundLB003

Floor: First Floor
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Room # Sample Date
Asbestos 

Type Testing CompanyTradename ACM Product

03-Apr-12 Chrysotile Bersch & Associates LTDPipeline Fitting CompoundLB101

29-Mar-12 Chrysotile Bersch & Associates LTDVinyl Asbestos TileLB101

03-Apr-12 Chrysotile Bersch & Associates LTDPipeline Fitting CompoundLB101.1

29-Mar-12 Chrysotile Bersch & Associates LTDVinyl Asbestos TileLB101.1

03-Apr-12 Chrysotile Bersch & Associates LTDPipeline Fitting CompoundLB101.2

29-Mar-12 Chrysotile Bersch & Associates LTDVinyl Asbestos TileLB101.2

29-Mar-12 Chrysotile Bersch & Associates LTDVinyl Asbestos TileLB101.3

03-Apr-12 Chrysotile Bersch & Associates LTDPipeline Fitting CompoundLB101.3

03-Apr-12 Chrysotile Bersch & Associates LTDPipeline Fitting CompoundLB101.5

03-Apr-12 Chrysotile Bersch & Associates LTDVinyl Asbestos TileLB101.5

03-Apr-12 Chrysotile Bersch & Associates LTDVinyl Asbestos TileLB108

03-Apr-12 Chrysotile Bersch & Associates LTDVinyl Asbestos TileLB109

29-Mar-12 Chrysotile Bersch & Associates LTDTransite BoardLB109.1

03-Apr-12 Chrysotile Bersch & Associates LTDVinyl Asbestos TileLB109.1.1

03-Apr-12 Chrysotile Bersch & Associates LTDVinyl Asbestos TileLB109.2

03-Apr-12 Chrysotile Bersch & Associates LTDVinyl Asbestos TileLB109.3

03-Apr-12 Chrysotile Bersch & Associates LTDVinyl Asbestos TileLB109.3.1

03-Apr-12 Chrysotile Bersch & Associates LTDVinyl Asbestos TileLB109.3.2

03-Apr-12 Chrysotile Bersch & Associates LTDVinyl Asbestos TileLB109.3.3

03-Apr-12 Chrysotile Bersch & Associates LTDVinyl Asbestos TileLB109.3.4

29-Mar-12 Chrysotile Bersch & Associates LTDVinyl Asbestos TileLB110

29-Mar-12 Chrysotile Bersch & Associates LTDVinyl Asbestos TileLB110.2

03-Apr-12 Chrysotile Bersch & Associates LTDPipeline Fitting CompoundLB111

03-Apr-12 Chrysotile Bersch & Associates LTDVinyl Asbestos TileLB112

29-Mar-12 Chrysotile Bersch & Associates LTDTransite BoardLB113

03-Apr-12 Chrysotile Bersch & Associates LTDPipeline Fitting CompoundLB113

29-Mar-12 Chrysotile Bersch & Associates LTDTransite BoardLB113.2

03-Apr-12 Chrysotile Bersch & Associates LTDPipeline Fitting CompoundLB113.3A

03-Apr-12 Chrysotile Bersch & Associates LTDGasket MaterialLB113.3A

03-Apr-12 Chrysotile Bersch & Associates LTDPipeline Fitting CompoundLB113.3A

03-Apr-12 Chrysotile Bersch & Associates LTDGasket MaterialLB113.3B

29-Mar-12 Chrysotile Bersch & Associates LTDVinyl Asbestos TileLB114

03-Apr-12 Chrysotile Bersch & Associates LTDPipeline Fitting CompoundLB114

29-Mar-12 Chrysotile Bersch & Associates LTDVinyl Asbestos TileLB114.1

03-Apr-12 Chrysotile Bersch & Associates LTDPipeline Fitting CompoundLB118.2.1

29-Mar-12 Chrysotile Bersch & Associates LTDTransite BoardLB118.3

29-Mar-12 Amosite Bersch & Associates LTDCeiling TilesLB118.3

03-Apr-12 Chrysotile Bersch & Associates LTDPipeline Fitting CompoundLB119

29-Mar-12 Chrysotile Bersch & Associates LTDVinyl Asbestos TileLB120

03-Apr-12 Chrysotile Bersch & Associates LTDVinyl Asbestos TileLB123

03-Apr-12 Chrysotile Bersch & Associates LTDPipeline Fitting CompoundLB123.3

29-Mar-12 Chrysotile Bersch & Associates LTDPipeline Fitting CompoundLB124.1

29-Mar-12 Chrysotile Bersch & Associates LTDFire Stop MaterialLB124.1

29-Mar-12 Chrysotile Bersch & Associates LTDMud CompoundLB124.1

29-Mar-12 Chrysotile Bersch & Associates LTDPipeline Fitting CompoundLB124.1
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29-Mar-12 Chrysotile Bersch & Associates LTDPipeline Fitting CompoundLB124.1

29-Mar-12 Chrysotile Bersch & Associates LTDPipeline Fitting CompoundLB124.1

29-Mar-12 Chrysotile Bersch & Associates LTDPipeline Fitting CompoundLB124.1

29-Mar-12 Amosite Bersch & Associates LTDCeiling TilesLB125

29-Mar-12 Chrysotile Bersch & Associates LTDBlack Counter TopLB129

03-Apr-12 Chrysotile Bersch & Associates LTDVinyl Asbestos TileLB132.1

03-Apr-12 Chrysotile Bersch & Associates LTDVinyl Asbestos TileLB132.2

03-Apr-12 Chrysotile Bersch & Associates LTDVinyl Asbestos TileLB134

03-Apr-12 Chrysotile Bersch & Associates LTDPipeline Fitting CompoundLB135

03-Apr-12 Chrysotile Bersch & Associates LTDVinyl Asbestos TileLB138

29-Mar-12 Chrysotile Bersch & Associates LTDVinyl Asbestos TileLB138

03-Apr-12 Chrysotile Bersch & Associates LTDVinyl Asbestos TileLB139

29-Mar-12 Chrysotile Bersch & Associates LTDVinyl Asbestos TileLB139

03-Apr-12 Chrysotile Bersch & Associates LTDPipeline Fitting CompoundLB140

03-Apr-12 Chrysotile Bersch & Associates LTDVinyl Asbestos TileLB142.2.1

29-Mar-12 Chrysotile Bersch & Associates LTDVinyl Asbestos TileLB144

03-Apr-12 Chrysotile Bersch & Associates LTDVinyl Asbestos TileLB145

29-Mar-12 Chrysotile Bersch & Associates LTDTransite BoardLB145

03-Apr-12 Chrysotile Bersch & Associates LTDPipeline Fitting CompoundLB147

03-Apr-12 Chrysotile Bersch & Associates LTDVinyl Asbestos TileLB147.4

03-Apr-12 Chrysotile Bersch & Associates LTDVinyl Asbestos TileLB147.4.1

03-Apr-12 Chrysotile Bersch & Associates LTDDebrisLB149

03-Apr-12 Chrysotile Bersch & Associates LTDVinyl Asbestos TileLB149

03-Apr-12 Chrysotile Bersch & Associates LTDDebrisLB150

29-Mar-12 Chrysotile Bersch & Associates LTDTransite BoardLB150

03-Apr-12 Chrysotile Bersch & Associates LTDVinyl Asbestos TileLB151A

03-Apr-12 Chrysotile Bersch & Associates LTDPipeline Fitting CompoundLB152.1A

03-Apr-12 Chrysotile Bersch & Associates LTDPipeline Fitting CompoundLB152.1A

03-Apr-12 Chrysotile Bersch & Associates LTDVinyl Asbestos TileLB152.1A

03-Apr-12 Chrysotile Bersch & Associates LTDVinyl Asbestos TileLB152A

03-Apr-12 Chrysotile Bersch & Associates LTDVinyl Asbestos TileLB153

03-Apr-12 Chrysotile Bersch & Associates LTDVinyl Asbestos TileLB153.1

Floor: Second Floor

29-Mar-12 Chrysotile Bersch & Associates LTDVinyl Asbestos TileLB201

29-Mar-12 Chrysotile Bersch & Associates LTDVinyl Asbestos TileLB201.2

03-Apr-12 Chrysotile Bersch & Associates LTDPipeline Fitting CompoundLB201.2

29-Mar-12 Chrysotile Bersch & Associates LTDVinyl Asbestos TileLB201.4

29-Mar-12 Chrysotile Bersch & Associates LTDVinyl Asbestos TileLB201.5

29-Mar-12 Chrysotile Bersch & Associates LTDVinyl Asbestos TileLB201.6

03-Apr-12 Chrysotile Bersch & Associates LTDVinyl Asbestos TileLB205

03-Apr-12 Chrysotile Bersch & Associates LTDVinyl Asbestos TileLB206

03-Apr-12 Chrysotile Bersch & Associates LTDVinyl Asbestos TileLB217

03-Apr-12 Chrysotile Bersch & Associates LTDVinyl Asbestos TileLB219

03-Apr-12 Chrysotile Bersch & Associates LTDVinyl Asbestos TileLB232
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Room # Sample Date
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03-Apr-12 Chrysotile Bersch & Associates LTDVinyl Asbestos TileLB233

03-Apr-12 Chrysotile Bersch & Associates LTDVinyl Asbestos TileLB234

03-Apr-12 Chrysotile Bersch & Associates LTDVinyl Asbestos TileLB235

03-Apr-12 Chrysotile Bersch & Associates LTDPipeline Fitting CompoundLB239

29-Mar-12 Chrysotile Bersch & Associates LTDFire Stop MaterialLB239

03-Apr-12 Chrysotile Bersch & Associates LTDVinyl Asbestos TileLB246

03-Apr-12 Chrysotile Bersch & Associates LTDVinyl Asbestos TileLB248

29-Mar-12 Chrysotile Bersch & Associates LTDTransite BoardLB249

14-Apr-12 Chrysotile Bersch & Associates LTDPipeline Fitting CompoundLB251

03-Apr-12 Chrysotile Bersch & Associates LTDVinyl Asbestos TileLB255

03-Apr-12 Chrysotile Bersch & Associates LTDVinyl Asbestos TileLB257

14-Apr-12 Chrysotile Bersch & Associates LTDPipeline Fitting CompoundLB258

29-Mar-12 Chrysotile Bersch & Associates LTDTransite BoardLB258

03-Apr-12 Chrysotile Bersch & Associates LTDVinyl Asbestos TileLB259

29-Mar-12 Chrysotile Bersch & Associates LTDVinyl Asbestos TileLB262

29-Mar-12 Chrysotile Bersch & Associates LTDVinyl Asbestos TileLB264

29-Mar-12 Chrysotile Bersch & Associates LTDFire Stop MaterialLB265.1

29-Mar-12 Chrysotile Bersch & Associates LTDTransite BoardLB266

14-Apr-12 Chrysotile Bersch & Associates LTDPipeline Fitting CompoundLB266

14-Apr-12 Chrysotile Bersch & Associates LTDPipeline Fitting CompoundLB266.1

29-Mar-12 Chrysotile Bersch & Associates LTDVinyl Asbestos TileLB267

14-Apr-12 Chrysotile Bersch & Associates LTDPipeline Fitting CompoundLB269

29-Mar-12 Chrysotile Bersch & Associates LTDVinyl Asbestos TileLB270

14-Apr-12 Chrysotile Bersch & Associates LTDPipeline Fitting CompoundLB270

Floor: Third Floor

29-Mar-12 Chrysotile Bersch & Associates LTDVinyl Asbestos TileLB301

14-Apr-12 Chrysotile Bersch & Associates LTDPipeline Fitting CompoundLB301

14-Apr-12 Chrysotile Bersch & Associates LTDPipeline Fitting CompoundLB301.1

29-Mar-12 Chrysotile Bersch & Associates LTDVinyl Asbestos TileLB301.1

14-Apr-12 Chrysotile Bersch & Associates LTDPipeline Fitting CompoundLB301.2

29-Mar-12 Chrysotile Bersch & Associates LTDVinyl Asbestos TileLB301.2

29-Mar-12 Chrysotile Bersch & Associates LTDVinyl Asbestos TileLB301.3

14-Apr-12 Chrysotile Bersch & Associates LTDPipeline Fitting CompoundLB301.3

29-Mar-12 Chrysotile Bersch & Associates LTDTransite BoardLB306

29-Mar-12 Chrysotile Bersch & Associates LTDWindow LedgeLB306

29-Mar-12 Chrysotile Bersch & Associates LTDWindow LedgeLB306.1

29-Mar-12 Chrysotile Bersch & Associates LTDTransite BoardLB308

29-Mar-12 Chrysotile Bersch & Associates LTDWindow LedgeLB308

29-Mar-12 Chrysotile Bersch & Associates LTDTransite BoardLB308.1

29-Mar-12 Chrysotile Bersch & Associates LTDWindow LedgeLB308.1

29-Mar-12 Chrysotile Bersch & Associates LTDWindow LedgeLB308.2

29-Mar-12 Chrysotile Bersch & Associates LTDTransite BoardLB309

29-Mar-12 Chrysotile Bersch & Associates LTDWindow LedgeLB309

29-Mar-12 Chrysotile Bersch & Associates LTDWindow LedgeLB309.2
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27-Apr-12 Chrysotile Bersch & Associates LTDPipeline Fitting CompoundLB309.3

29-Mar-12 Chrysotile Bersch & Associates LTDWindow LedgeLB309.3

29-Mar-12 Chrysotile Bersch & Associates LTDTransite BoardLB309.4

29-Mar-12 Chrysotile Bersch & Associates LTDTransite BoardLB310

29-Mar-12 Amosite Bersch & Associates LTDCeiling TilesLB310

15-Apr-12 Chrysotile Bersch & Associates LTDVinyl Sheet FlooringLB310

15-Apr-12 Chrysotile Bersch & Associates LTDVinyl Sheet FlooringLB310.1

29-Mar-12 Amosite Bersch & Associates LTDCeiling TilesLB310.1

29-Mar-12 Chrysotile Bersch & Associates LTDTransite BoardLB312

29-Mar-12 Chrysotile Bersch & Associates LTDWindow LedgeLB312

29-Mar-12 Chrysotile Bersch & Associates LTDWindow LedgeLB312.2

29-Mar-12 Chrysotile Bersch & Associates LTDTransite BoardLB313

27-Apr-12 Chrysotile Bersch & Associates LTDPipeline Fitting CompoundLB313

29-Mar-12 Amosite Bersch & Associates LTDCeiling TilesLB313

29-Mar-12 Chrysotile Bersch & Associates LTDTransite BoardLB314

27-Apr-12 Chrysotile Bersch & Associates LTDPipeline Fitting CompoundLB315

29-Mar-12 Chrysotile Bersch & Associates LTDTransite BoardLB315

29-Mar-12 Chrysotile Bersch & Associates LTDWindow LedgeLB316

29-Mar-12 Chrysotile Bersch & Associates LTDTransite BoardLB316

29-Mar-12 Chrysotile Bersch & Associates LTDWindow LedgeLB317

29-Mar-12 Chrysotile Bersch & Associates LTDTransite BoardLB317

29-Mar-12 Chrysotile Bersch & Associates LTDWindow LedgeLB317.1

29-Mar-12 Chrysotile Bersch & Associates LTDWindow LedgeLB317.2

29-Mar-12 Chrysotile Bersch & Associates LTDWindow LedgeLB320.1A

29-Mar-12 Chrysotile Bersch & Associates LTDBlack Counter TopLB320.3

29-Mar-12 Chrysotile Bersch & Associates LTDWindow LedgeLB320.3

29-Mar-12 Chrysotile Bersch & Associates LTDBlack Counter TopLB320.4.2

29-Mar-12 Chrysotile Bersch & Associates LTDWindow LedgeLB320A

29-Mar-12 Chrysotile Bersch & Associates LTDWindow LedgeLB321

14-Apr-12 Chrysotile Bersch & Associates LTDPipeline Fitting CompoundLB321

29-Mar-12 Chrysotile Bersch & Associates LTDTransite BoardLB321

29-Mar-12 Chrysotile Bersch & Associates LTDWindow LedgeLB321.1

29-Mar-12 Chrysotile Bersch & Associates LTDWindow LedgeLB321.2

27-Apr-12 Chrysotile Bersch & Associates LTDPipeline Fitting CompoundLB322

29-Mar-12 Chrysotile Bersch & Associates LTDVinyl Asbestos TileLB323

29-Mar-12 Chrysotile Bersch & Associates LTDVinyl Asbestos TileLB325

Floor: Fourth Floor

14-Apr-12 Chrysotile Bersch & Associates LTDPipeline Fitting CompoundLB401

29-Mar-12 Chrysotile Bersch & Associates LTDVinyl Asbestos TileLB401

14-Apr-12 Chrysotile Bersch & Associates LTDPipeline Fitting CompoundLB401.1

29-Mar-12 Chrysotile Bersch & Associates LTDVinyl Asbestos TileLB401.1

14-Apr-12 Chrysotile Bersch & Associates LTDPipeline Fitting CompoundLB401.2

29-Mar-12 Chrysotile Bersch & Associates LTDVinyl Asbestos TileLB401.2

29-Mar-12 Chrysotile Bersch & Associates LTDVinyl Asbestos TileLB401.3
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14-Apr-12 Chrysotile Bersch & Associates LTDPipeline Fitting CompoundLB401.3

27-Apr-12 Chrysotile Bersch & Associates LTDHeat Shield LB405

29-Mar-12 Amosite Bersch & Associates LTDCeiling TilesLB405

29-Mar-12 Chrysotile Bersch & Associates LTDWindow LedgeLB406.1

27-Apr-12 Chrysotile Bersch & Associates LTDPipeline Fitting CompoundLB406.1

29-Mar-12 Chrysotile Bersch & Associates LTDWindow LedgeLB406.1.1.1

29-Mar-12 Chrysotile Bersch & Associates LTDWindow LedgeLB406.1.2

29-Mar-12 Chrysotile Bersch & Associates LTDWindow LedgeLB406.1.2.1

27-Apr-12 Chrysotile Bersch & Associates LTDPipeline Fitting CompoundLB406.2.2

29-Mar-12 Amosite Bersch & Associates LTDCeiling TilesLB407

15-Apr-12 Chrysotile Bersch & Associates LTDVinyl Sheet FlooringLB407

29-Mar-12 Chrysotile Bersch & Associates LTDTransite BoardLB407

15-Apr-12 Chrysotile Bersch & Associates LTDVinyl Sheet FlooringLB408

29-Mar-12 Amosite Bersch & Associates LTDCeiling TilesLB408

29-Mar-12 Chrysotile Bersch & Associates LTDTransite BoardLB410

29-Mar-12 Amosite Bersch & Associates LTDCeiling TilesLB410

27-Apr-12 Chrysotile Bersch & Associates LTDPipeline Fitting CompoundLB410

15-Apr-12 Chrysotile Bersch & Associates LTDVinyl Sheet FlooringLB410.1

29-Mar-12 Amosite Bersch & Associates LTDCeiling TilesLB410.1

29-Mar-12 Amosite Bersch & Associates LTDCeiling TilesLB410.1.1

15-Apr-12 Chrysotile Bersch & Associates LTDVinyl Sheet FlooringLB410.1.1

29-Mar-12 Chrysotile Bersch & Associates LTDWindow LedgeLB411

29-Mar-12 Amosite Bersch & Associates LTDCeiling TilesLB411

27-Apr-12 Chrysotile Bersch & Associates LTDPipeline Fitting CompoundLB411.1

29-Mar-12 Amosite Bersch & Associates LTDCeiling TilesLB411.1

29-Mar-12 Chrysotile Bersch & Associates LTDWindow LedgeLB411.1

27-Apr-12 Chrysotile Bersch & Associates LTDPipeline Fitting CompoundLB411.2

29-Mar-12 Amosite Bersch & Associates LTDCeiling TilesLB411.2

29-Mar-12 Chrysotile Bersch & Associates LTDWindow LedgeLB411.2

29-Mar-12 Chrysotile Bersch & Associates LTDWindow LedgeLB412.2A

27-Apr-12 Chrysotile Bersch & Associates LTDPipeline Fitting CompoundLB412A

03-Apr-12 Chrysotile Bersch & Associates LTDVinyl Asbestos TileLB413

29-Mar-12 Chrysotile Bersch & Associates LTDWindow LedgeLB413

03-Apr-12 Chrysotile Bersch & Associates LTDVinyl Asbestos TileLB415

29-Mar-12 Chrysotile Bersch & Associates LTDTransite BoardLB415

03-Apr-12 Chrysotile Bersch & Associates LTDVinyl Asbestos TileLB415.1

29-Mar-12 Chrysotile Bersch & Associates LTDWindow LedgeLB415.1

29-Mar-12 Chrysotile Bersch & Associates LTDTransite BoardLB417

29-Mar-12 Amosite Bersch & Associates LTDCeiling TilesLB417

03-Apr-12 Chrysotile Bersch & Associates LTDVinyl Asbestos TileLB417

29-Mar-12 Chrysotile Bersch & Associates LTDWindow LedgeLB417

29-Mar-12 Amosite Bersch & Associates LTDCeiling TilesLB417.1

03-Apr-12 Chrysotile Bersch & Associates LTDVinyl Asbestos TileLB417.1

29-Mar-12 Chrysotile Bersch & Associates LTDWindow LedgeLB417.1

03-Apr-12 Chrysotile Bersch & Associates LTDVinyl Asbestos TileLB417.2
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29-Mar-12 Amosite Bersch & Associates LTDCeiling TilesLB417.2

29-Mar-12 Chrysotile Bersch & Associates LTDWindow LedgeLB417.2

27-Apr-12 Chrysotile Bersch & Associates LTDPipeline Fitting CompoundLB418

29-Mar-12 Chrysotile Bersch & Associates LTDWindow LedgeLB419

29-Mar-12 Chrysotile Bersch & Associates LTDWindow LedgeLB420

29-Mar-12 Chrysotile Bersch & Associates LTDWindow LedgeLB420.1

29-Mar-12 Chrysotile Bersch & Associates LTDWindow LedgeLB420.1.1

29-Mar-12 Chrysotile Bersch & Associates LTDWindow LedgeLB420.2

27-Apr-12 Chrysotile Bersch & Associates LTDPipeline Fitting CompoundLB420.2

29-Mar-12 Chrysotile Bersch & Associates LTDTransite BoardLB421

29-Mar-12 Amosite Bersch & Associates LTDCeiling TilesLB421

27-Apr-12 Chrysotile Bersch & Associates LTDPipeline Fitting CompoundLB421

27-Apr-12 Chrysotile Bersch & Associates LTDPipeline Fitting CompoundLB424.2

27-Apr-12 Chrysotile Bersch & Associates LTDPipeline Fitting CompoundLB424.2.7

29-Mar-12 Chrysotile Bersch & Associates LTDWindow LedgeLB425

27-Apr-12 Chrysotile Bersch & Associates LTDPipeline Fitting CompoundLB425

29-Mar-12 Amosite Bersch & Associates LTDCeiling TilesLB425

29-Mar-12 Chrysotile Bersch & Associates LTDWindow LedgeLB425.1

27-Apr-12 Chrysotile Bersch & Associates LTDPipeline Fitting CompoundLB425.1

29-Mar-12 Amosite Bersch & Associates LTDCeiling TilesLB426

29-Mar-12 Chrysotile Bersch & Associates LTDVinyl Asbestos TileLB426

29-Mar-12 Chrysotile Bersch & Associates LTDWindow LedgeLB427

27-Apr-12 Chrysotile Bersch & Associates LTDPipeline Fitting CompoundLB427

29-Mar-12 Amosite Bersch & Associates LTDCeiling TilesLB427

29-Mar-12 Chrysotile Bersch & Associates LTDWindow LedgeLB428

29-Mar-12 Chrysotile Bersch & Associates LTDWindow LedgeLB428.2

29-Mar-12 Chrysotile Bersch & Associates LTDVinyl Asbestos TileLB429

29-Mar-12 Chrysotile Bersch & Associates LTDVinyl Asbestos TileLB431

29-Mar-12 Chrysotile Bersch & Associates LTDWindow LedgeLB432

29-Mar-12 Chrysotile Bersch & Associates LTDWindow LedgeLB432.1

27-Apr-12 Chrysotile Bersch & Associates LTDPipeline Fitting CompoundLB432.1.2

29-Mar-12 Chrysotile Bersch & Associates LTDTransite BoardLB432.1.2

Floor: Fifth Floor

27-Apr-12 Chrysotile Bersch & Associates LTDPipeline Fitting CompoundLB506

27-Apr-12 Chrysotile Bersch & Associates LTDMud CompoundLB506

Building Name: Dr. John Archer Library

Floor: Basement

15-Mar-12 Chrysotile Bersch & Associates LTDPipeline Fitting CompoundLY001

15-Mar-12 Chrysotile Bersch & Associates LTDPipeline Fitting CompoundLY002

16-Mar-12 Chrysotile Bersch & Associates LTDTransite PipeLY004.1

14-Mar-12 Chrysotile Bersch & Associates LTDVinyl Floor TileLY010

16-Mar-12 Chrysotile Bersch & Associates LTDPipeline Fitting CompoundLY011

16-Mar-12 Chrysotile Bersch & Associates LTDPipeline Fitting CompoundLY011

16-Mar-12 Chrysotile Bersch & Associates LTDPipeline Fitting CompoundLY011
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15-Mar-12 Chrysotile Bersch & Associates LTDPipeline Fitting CompoundLYE12

15-Mar-12 Chrysotile Pipeline Fitting CompoundLYE7

15-Mar-12 Chrysotile Bersch & Associates LTDPipeline Fitting CompoundLYF14

16-Mar-12 Chrysotile Bersch & Associates LTDTransite PipeLYH11-N11

15-Mar-12 Chrysotile Bersch & Associates LTDPipeline Fitting CompoundLYN1

15-Mar-12 Chrysotile/A
mosite

Bersch & Associates LTDDebrisLYN10-N13

15-Mar-12 Chrysotile Bersch & Associates LTDPipeline Fitting CompoundLYN12

Floor: First Floor

14-Mar-12 Chrysotile Bersch & Associates LTDVinyl Floor TileLY101.1

15-Mar-12 Chrysotile Bersch & Associates LTDPipeline Fitting CompoundLY101.1

15-Mar-12 Chrysotile Bersch & Associates LTDPipeline Fitting CompoundLY101.3

15-Mar-12 Chrysotile Bersch & Associates LTDPipeline Fitting CompoundLY101.3

14-Mar-12 Chrysotile Bersch & Associates LTDVinyl Floor TileLY101.3

14-Mar-12 Chrysotile Bersch & Associates LTDVinyl Floor TileLY101.7

16-Mar-12 Chrysotile Bersch & Associates LTDTransite PipeLY104.1

14-Mar-12 Chrysotile Bersch & Associates LTDVinyl Floor TileLY107.13.3

14-Mar-12 Chrysotile Bersch & Associates LTDVinyl Floor TileLY107.14

15-Mar-12 Chrysotile Bersch & Associates LTDPipeline Fitting CompoundLY107.18.1.1

15-Mar-12 Chrysotile Bersch & Associates LTDPipeline Fitting CompoundLY107.21.1

15-Mar-12 Chrysotile Bersch & Associates LTDPipeline Fitting CompoundLY107.7

15-Mar-12 Chrysotile Bersch & Associates LTDPipeline Fitting CompoundLY107.9

Floor: Second Floor

16-Mar-12 Chrysotile Bersch & Associates LTDTransite PipeLY202.1

16-Mar-12 Chrysotile Bersch & Associates LTDTransite PipeLY204.1

15-Mar-12 Chrysotile Bersch & Associates LTDPipeline Fitting CompoundLY206

15-Mar-12 Chrysotile Bersch & Associates LTDPipeline Fitting CompoundLY206.1

15-Mar-12 Chrysotile Bersch & Associates LTDPipeline Fitting CompoundLY209

Floor: Third Floor

16-Mar-12 Chrysotile Bersch & Associates LTDTransite PipeLY304.1

14-Mar-12 Chrysotile Bersch & Associates LTDVinyl Floor TileLY306.1

14-Mar-12 Chrysotile Bersch & Associates LTDVinyl Floor TileLY306.2

14-Mar-12 Chrysotile Bersch & Associates LTDVinyl Floor TileLY306.3

14-Mar-12 Chrysotile Bersch & Associates LTDVinyl Floor TileLY306.4

14-Mar-12 Chrysotile Bersch & Associates LTDHeat Shield MaterialLY309

16-Mar-12 Chrysotile Bersch & Associates LTDTransite PipeLY309.1

14-Mar-12 Chrysotile Bersch & Associates LTDVinyl Floor TileLY310.1

14-Mar-12 Chrysotile Bersch & Associates LTDVinyl Floor TileLY311.1

14-Mar-12 Chrysotile Bersch & Associates LTDVinyl Floor TileLY311.2

14-Mar-12 Chrysotile Bersch & Associates LTDVinyl Floor TileLY311.3A

14-Mar-12 Chrysotile Bersch & Associates LTDVinyl Floor TileLY311.4

14-Mar-12 Chrysotile Bersch & Associates LTDVinyl Floor TileLY311.5

14-Mar-12 Chrysotile Bersch & Associates LTDVinyl Floor TileLY311.6

14-Mar-12 Chrysotile Bersch & Associates LTDVinyl Floor TileLY311.7

14-Mar-12 Chrysotile Bersch & Associates LTDVinyl Floor TileLY311.8
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14-Mar-12 Chrysotile Bersch & Associates LTDVinyl Floor TileLY311.9

Floor: Fourth Floor

16-Mar-12 Chrysotile Bersch & Associates LTDTransite PipeLY404.1

14-Mar-12 Chrysotile Bersch & Associates LTDVinyl Floor TileLY406.1

14-Mar-12 Chrysotile Bersch & Associates LTDVinyl Floor TileLY406.2

14-Mar-12 Chrysotile Bersch & Associates LTDVinyl Floor TileLY406.3

14-Mar-12 Chrysotile Bersch & Associates LTDVinyl Floor TileLY406.4

15-Mar-12 Chrysotile Bersch & Associates LTDPipeline Fitting CompoundLY407

14-Mar-12 Chrysotile Bersch & Associates LTDHeat Shield MaterialLY409

16-Mar-12 Chrysotile Bersch & Associates LTDTransite PipeLY409.1

14-Mar-12 Chrysotile Bersch & Associates LTDVinyl Floor TileLY410.1

14-Mar-12 Chrysotile Bersch & Associates LTDVinyl Floor TileLY411.1

14-Mar-12 Chrysotile Bersch & Associates LTDVinyl Floor TileLY411.10

14-Mar-12 Chrysotile Bersch & Associates LTDVinyl Floor TileLY411.2

14-Mar-12 Chrysotile Bersch & Associates LTDVinyl Floor TileLY411.3A

14-Mar-12 Chrysotile Bersch & Associates LTDVinyl Floor TileLY411.4

14-Mar-12 Chrysotile Bersch & Associates LTDVinyl Floor TileLY411.5

14-Mar-12 Chrysotile Bersch & Associates LTDVinyl Floor TileLY411.6

14-Mar-12 Chrysotile Bersch & Associates LTDVinyl Floor TileLY411.7

14-Mar-12 Chrysotile Bersch & Associates LTDVinyl Floor TileLY411.8

14-Mar-12 Chrysotile Bersch & Associates LTDVinyl Floor TileLY411.9

14-Mar-12 Chrysotile Bersch & Associates LTDVinyl Floor TileLY506.1

14-Mar-12 Chrysotile Bersch & Associates LTDVinyl Floor TileLY506.2

14-Mar-12 Chrysotile Bersch & Associates LTDVinyl Floor TileLY506.3

14-Mar-12 Chrysotile Bersch & Associates LTDVinyl Floor TileLY506.4

Floor: Fifth Floor

16-Mar-12 Chrysotile Bersch & Associates LTDTransite PipeLY504.1

15-Mar-12 Chrysotile Bersch & Associates LTDPipeline Fitting CompoundLY507

14-Mar-12 Chrysotile Bersch & Associates LTDHeat Shield MaterialLY509

16-Mar-12 Chrysotile Bersch & Associates LTDTransite PipeLY509.1

14-Mar-12 Chrysotile Bersch & Associates LTDVinyl Floor TileLY510.1

14-Mar-12 Chrysotile Bersch & Associates LTDVinyl Floor TileLY511.1

14-Mar-12 Chrysotile Bersch & Associates LTDVinyl Floor TileLY511.2

14-Mar-12 Chrysotile Bersch & Associates LTDVinyl Floor TileLY511.3A

14-Mar-12 Chrysotile Bersch & Associates LTDVinyl Floor TileLY511.4

14-Mar-12 Chrysotile Bersch & Associates LTDVinyl Floor TileLY511.5

14-Mar-12 Chrysotile Bersch & Associates LTDVinyl Floor TileLY511.6

14-Mar-12 Chrysotile Bersch & Associates LTDVinyl Floor TileLY511.7

14-Mar-12 Chrysotile Bersch & Associates LTDVinyl Floor TileLY511.8

14-Mar-12 Chrysotile Bersch & Associates LTDVinyl Floor TileLY511.9

Floor: Sixth Floor

16-Mar-12 Chrysotile Bersch & Associates LTDTransite PipeLY604.1

15-Mar-12 Chrysotile Bersch & Associates LTDPipeline Fitting CompoundLY606

16-Mar-12 Chrysotile Bersch & Associates LTDTransite PipeLY611.35
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14-Mar-12 Chrysotile Bersch & Associates LTDHeat Shield MaterialLY611.35

14-Mar-12 Chrysotile Bersch & Associates LTDPipeline Fitting CompoundLY614

16-Mar-12 Chrysotile Bersch & Associates LTDTransite PipeLY617

12-Mar-12 Chrysotile Bersch & Associates LTDHeat Shield MaterialLY617

Floor: Seventh Floor

14-Mar-12 Chrysotile Bersch & Associates LTDPipeline Fitting CompoundLY710.1

14-Mar-12 Chrysotile Bersch & Associates LTDPipeline Fitting CompoundLY710.2

14-Mar-12 Chrysotile Bersch & Associates LTDPipeline Fitting CompoundLY718

14-Mar-12 Chrysotile Bersch & Associates LTDPipeline Fitting CompoundLY718.3

Building Name: Maintenance Building

Floor: 

26-Jan-12 Chrysotile Bersch & Associates LTDPipeline Fitting CompoundMT138

26-Jan-12 Chrysotile Bersch & Associates LTDPipeline Fitting CompoundMT138

Floor: 

26-Jan-12 Chrysotile Bersch & Associates LTDPipeline Fitting CompoundMT08

09-Feb-12 Chrysotile Bersch & Associates LTDTransite PipeMT11

26-Jan-12 Chrysotile Bersch & Associates LTDPipeline Fitting CompoundMT11

Building Name: Technology Development Facility

Floor: 

24-Jan-12 Chrysotile Bersch & Associates LTDTransite Pipe

Building Name: 

Floor: 

15-Mar-12 Chrysotile Bersch & Associates LTDPipefitting CompoundUL001

15-Mar-12 Chrysotile Bersch & Associates LTDPipeline Fitting CompoundUL002
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